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WIRING SCHEDULE

WIRE — XHHW CU
’fv%’f’ cogg(EJ/T puase| N c COMMENT
/N\| 3" |3-350| 1-350 | - | SERVICE PER PSE REQUIREMENTS
/| 3" | 2-350|1-350 | - | SERVICE PER PSE REQUIREMENTS
A|1-1/4"| 3-44| — |1-#8| PROVIDE SPARE 1-1/4” FOR FUTURE
A| 1" | [Zf5] 1-#2 |1-#10| 2 EV FEEDERS, 1 CONTROL CKT
A\|1-1/4" | 7T15| 1-#12 | 1-#8 | 1 EV FEEDER, 1 CONTROL CKT
/A 17 | 4-s8| - |1-#10| 2 EV FEEDERS
A 17 | 1=p2| 1-p12 |1-#12| CONTROL CIRCUIT
3" - - — | SPARE FOR FUTURE EV CHARGER
/| 3/4” - - — | SPARE FOR FUTURE EV CHARGER

LEGEND

X | TYPE 1 JUNCTION BOX

; TYPE 2 JUNCTION BOX

;@1 TYPE 2 EV CHARGER

@ TYPE 3 EV CHARGER

L

CARPENTER RD SE

\ | Jea
| pCFIC WNESE

__ WOODLAND CREEK

| | N\

KEY MAP

1"=1000"

CONSTRUCTION NOTES

®

INSTALL TYPE 1 JUNCTION BOX, PER WSDOT
STANDARD PLAN J—40.10—-04.

(2) INSTALL TYPE 2 JUNCTION BOX, PER WSDOT

STANDARD PLAN J—40.10—-04.

@ INSTALL TYPE 2 BOLLARD PER WSDOT

®

STANDARD PLAN H-60.20-01.

INSTALL 24”X24” SIGN D9—11B (ALTERNATE)

(5) INSTALL DUAL TYPE 2 EV CHARGER,

CHARGEPOINT CT4021 ON 2°x2'x2’ CONC. PAD.

SEE MANUFACTURER’S INSTALLATION
INSTRUCTIONS.

INSTALL SINGLE PORT DUAL CONNECTOR TYPE
3 EV CHARGER, CHARGEPOINT CPE250, ON

51”"x517x12” CONC. PAD. SEE

MANUFACTURER’S INSTALLATION
INSTRUCTIONS.

@ INSTALL 120V,/240V 200A METERED SERVICE

PEDESTAL WITH 200A DISTRIBUTION PANEL,

18 CKT WITH 200A MAIN. TWO 40A/2 CIRCUIT
BREAKERS FOR EV CHARGERS.

INSTALL 277/480V 200A METERED SERVICE
PEDESTAL WITH 200A DISTRIBUTION PANEL,
18CKT WITH 200A MAIN. SERVICE DISCONNECT

AHEAD OF METER. 80A/3 CIRCUIT BREAKER
FOR EV CHARGER, AND SPARE 80A/3 FOR

e FUTURE.
8
\8 A Z 120,/240V ELECTRICAL SERVICE (2) INSTALL CONC. EQUIPMENT PAD. SEE DETAIL.
\; NEW VAULT PROVIDED BY PSE. EXCAVATION,
2 BACKFILL, AND RESTORATION PROVIDED BY
G \] EE 277/480V ELECTRICAL SERVICE CONTRACTOR PER PSE REQUIREMENTS. SEE
1S PSE INSTALLATION DRAWING.
= I ? 1:0 ee
2 - E— | Feet W | TRANSFORMER () EXISTING 120,/240V SERVICE PEDESTAL.
DEMOLISH EXISTING TYPE 1 CHARGER
—o— SION CIRCUITS. PROVIDE FOUR 40A/2 TYPE 2 EV
CHARGER CIRCUITS AND ONE 20A/1 CONTROL
CIRCUIT.
BOLLARD
® (12) SEE PSE PLAN FOR FULL LAYOUT AND
CONTRACTOR RESPONSIBILITIES.
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) S5 CONSTRUCTION NOTES
\ g’;";/ | (Y) INSTALL TYPE 1 JUNCTION BOX, PER WSDOT
5 qﬁ% v 0 STANDARD PLAN J—40.10—04.
S
\@ &K (2) INSTALL TYPE 2 JUNCTION BOX, PER WSDOT
\ S $s STANDARD PLAN J—40.10—04.
L&
O K
&&6@2@0 (3) INSTALL TYPE 2 BOLLARD PER WSDOT
S STANDARD PLAN H—60.20—01.
(%) INSTALL 24”X24” SIGN D9—11B (ALTERNATE)
T, (5) INSTALL DUAL TYPE 2 EV CHARGER,
CHARGEPOINT CT4021 ON 2'x2’x2’ CONC. PAD.
SEE MANUFACTURER’S INSTALLATION
* INSTRUCTIONS.
/ INSTALL SINGLE PORT DUAL CONNECTOR TYPE
. 3 EV CHARGER, CHARGEPOINT CPE250, ON
51”x51”x12” CONC. PAD. SEE
/ MANUFACTURER’S INSTALLATION
INSTRUCTIONS.
N WIRING SCHEDULE | EGEND
WIRE — XHHW CU INSTALL 120V,/240V 200A METERED SERVICE
RUN|conouIT COMMENT X| 7TYPE 1 JUNCTION BOX PEDESTAL WITH 200A DISTRIBUTION PANEL,
NO.| SIZE |PHASE| N G 18 CKT WITH 200A MAIN. TWO 40A/2 CIRCUIT
| i BREAKERS FOR EV CHARGERS.
; TYPE 2 JUNCTION BOX
| /N\| 3" |3-350| 1-350 | — | SERVICE PER PSE REQUIREMENTS INSTALL 277/480V 200A METERED SERVICE
3” 2—-350| 1-350 - SERVICE PER PSE REQUIREMENTS PEDESTAL WITH 200A DISTRIBUTION PANEL,
| £\ _ Q” NEVj TYPE 2 EV CHARGER 18CKT WITH 200A MAIN. SERVICE DISCONNECT
| /| 1-1/4"| 3-#4| — | 1-#8| PROVIDE SPARE 1—1/4” FOR FUTURE AHEAD OF METER. 80A/3 CIRCUIT BREAKER
| Nl 17 | Z =412 |1—#10| 2 EV FEEDERS, 1 CONTROL CKT YPE 3 EV CHARGER FOR EV CHARGER, AND SPARE 80A/3 FOR
= L #;Zf FUTURE.
n 1-1/4" | 27101 1-#12 | 1—#8 | 1 EV FEEDER, 1 CONTROL CKT
! AN 1-1/4 | o] 1-# A INSTALL CONC. EQUIPMENT PAD. SEE DETAIL.
= A 1" 4-48 - 1-#10| 2 EV FEEDERS g 120/240V ELECTRICAL SERVICE
2 | - NEW VAULT PROVIDED BY PSE. EXCAVATION,
= A 1 1=#12| 1-#12 |1-#12| CONTROL CIRCUIT EE BACKFILL, AND RESTORATION PROVIDED BY
% g‘ EX ) 3” _ _ _ SPARE FOR FUTURE EV CHARGER 277/480V ELECTRICAL SERVICE gggc,‘fvég_;(z,fA%Eo,‘T\l %?QEAVRV//EV(\)GU/REMENTS, SEE
' v 3/4” - - — | SPARE FOR FUTURE EV CHARGER
o) ,W SERVICE A W | TRANSFORMER (i) EXISTING 120,/240V SERVICE PEDESTAL.
ST é\/ . CABINET DEMOLISH EXISTING TYPE 1 CHARGER
-\ SN CIRCUITS. PROVIDE FOUR 40A/2 TYPE 2 EV
\ © CHARGER CIRCUITS AND ONE 20A/1 CONTROL
v " CIRCUIT.
® BOLLARD (13) SEE PSE PLAN FOR FULL LAYOUT AND
————— 0 ; 0 N CONTRACTOR RESPONSIBILITIES.
/= ] | Feet
ABBEY WAY SE ; /
|
DESIGNED: CRS REVISION BLOCK _SHEET NO.
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® BOLLARD

CONSTRUCTION NOTES

@ SEE PSE PLAN FOR FULL LAYOUT AND

@ INSTALL TYPE 1 JUNCTION BOX, PER WSDOT

STANDARD PLAN J—40.10—04.

@ INSTALL TYPE 2 JUNCTION BOX, PER WSDOT

STANDARD PLAN J—40.10—-04.

@ INSTALL TYPE 2 BOLLARD PER WSDOT

STANDARD PLAN H—-60.20-01.

(4) INSTALL 24”"X24” SIGN D9—11B (ALTERNATE)
(5) INSTALL DUAL TYPE 2 EV CHARGER,

CHARGEPOINT CT4021 ON 2°x2°x2" CONC. PAD.

SEE MANUFACTURER’S INSTALLATION
INSTRUCTIONS.

INSTALL SINGLE PORT DUAL CONNECTOR TYPE
3 EV CHARGER, CHARGEPOINT CPE250, ON
51"x51"x12” CONC. PAD. SEE

MANUFACTURER’S INSTALLATION
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INSTALL 120V,/240V 200A METERED SERVICE
PEDESTAL WITH 200A DISTRIBUTION PANEL,
18 CKT WITH 200A MAIN. TWO 40A/2 CIRCUIT
BREAKERS FOR EV CHARGERS.

INSTALL 277/480V 200A METERED SERVICE

PEDESTAL WITH 200A DISTRIBUTION PANEL,
18CKT WITH 200A MAIN. SERVICE DISCONNECT
AHEAD OF METER. 80A/3 CIRCUIT BREAKER

FOR EV CHARGER, AND SPARE 80A/3 FOR
FUTURE.

@/NSTALL CONC. EQUIPMENT PAD. SEE DETAIL.
NEW VAULT PROVIDED BY PSE. EXCAVATION,

BACKFILL, AND RESTORATION PROVIDED BY
CONTRACTOR PER PSE REQUIREMENTS. SEE
PSE INSTALLATION DRAWING.

EXISTING 120/240V SERVICE PEDESTAL.
DEMOLISH EXISTING TYPE 1 CHARGER

CIRCUITS. PROVIDE FOUR 40A/2 TYPE 2 EV
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@ INSTALL TYPE 1 JUNCTION BOX, PER WSDOT
STANDARD PLAN J—40.10—-04.

INSTALL TYPE 2 JUNCTION BOX, PER WSDOT
STANDARD PLAN J—40.10—-04.

INSTALL TYPE 2 BOLLARD PER WSDOT
STANDARD PLAN H-60.20-01.

@ INSTALL 24”X24” SIGN D9—11B (ALTERNATE)

@ INSTALL DUAL TYPE 2 EV CHARGER,
CHARGEPOINT CT4021 ON 2°x2'x2’ CONC. PAD.
SEE MANUFACTURER’S INSTALLATION
INSTRUCTIONS.

INSTALL SINGLE PORT DUAL CONNECTOR TYPE
3 EV CHARGER, CHARGEPOINT CPE250, ON
51”"x517x12” CONC. PAD. SEE
MANUFACTURER’S INSTALLATION
INSTRUCTIONS.

INSTALL 120V,/240V 200A METERED SERVICE
PEDESTAL WITH 200A DISTRIBUTION PANEL,

18 CKT WITH 200A MAIN. TWO 40A/2 CIRCUIT
BREAKERS FOR EV CHARGERS.

INSTALL 277/480V 200A METERED SERVICE
PEDESTAL WITH 200A DISTRIBUTION PANEL,
18CKT WITH 200A MAIN. SERVICE DISCONNECT

AHEAD OF METER. 80A/3 CIRCUIT BREAKER
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FUTURE.

INSTALL CONC. EQUIPMENT PAD. SEE DETAIL.

NEW VAULT PROVIDED BY PSE. EXCAVATION,
BACKFILL, AND RESTORATION PROVIDED BY
CONTRACTOR PER PSE REQUIREMENTS. SEE
PSE INSTALLATION DRAWING.

@ EXISTING 120/240V SERVICE PEDESTAL.
DEMOLISH EXISTING TYPE 1 CHARGER

CIRCUITS. PROVIDE FOUR 40A/2 TYPE 2 EV
CHARGER CIRCUITS AND ONE 20A/1 CONTROL
CIRCUIT.

@ SEE PSE PLAN FOR FULL LAYOUT AND

CONTRACTOR RESPONSIBILITIES.
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NOTES:
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RESTORATION DETAIL CONC. EQUIPMENT PAD
ALL CONDUITS SHALL BE 2" /6" OR 15" - WIDE SNOOTH
g:)NNDlSJﬁ'H%%F%E) ggEP\[;gTAIL JOINT SECTIONS TROWEL FINISH
REQUIREMENTS SDEWALK s—f— s — =
KDETAIL 4-9 | ‘ /BROOM FINISH

N

£
EXPANSION \40;25 MARKS EXPANSION

JOINT JOINT

o

17 TACK WELDS AT
BOTH ENDS OF THE

PLANTER
STRIP VARIES

N

| S SD _W | |
AN N, — AN N
| N | |
T\<ALL WATER, SEWER AND STORM
LOCATIONS SHALL BE MARKED IN
THE FACE OR TOP OF THE CURB

3” IN HEIGHT AND 1/4” DEEP.

3/8” X 4" EXPANSION
JOINTS ON 3 SIDES

CURB & GUTTER
SEE DETAIL 4-14
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J-BOX SIDEWALK BUSHINGS <t <
AN t  / SR
I\\—#4 REBAR — e | ——— )
= ’ — GENERAL NOTES:
i o.C. -ﬂ'l ﬂ 1. FORMS SHALL BE WOOD OR METAL AND SHALL T\<ALL WATER, SEWER AND STORM :
- t EXTEND FOR THE FULL DEPTH OF THE CONCRETE, LOCATIONS SHALL BE MARKED IN
J-BOX PAD —JI ; SEE SECTION 8-14.3(2). THE FACE OR TOP OF THE CURB
- . - 8" CONCRETE PAD 2. ALL FORMS SHALL BE STRAIGHT, FREE FROM WARP 3" IN HEIGHT AND 1/4” DEEP.
H 7, e A /_ AND OF SUFFCIENT STRENGTH TO RESIST THE
B PRI TS B PRESSURE OF THE CONCRETE WITHOUT SPRING. CURB & GUTTER
. 3. EXPANSION JOINT MATERIAL TO BE 3/8" THICK SEE DETAIL 4-14
J-BOX PREMOLDED JOINT FILLER FULL THICKNESS OF
CONCRETE AND INSTALLED FLUSH OR 1/4” BELOW
FINISH GRADE.
4. FORM AND SUBGRADE INSPECTION ARE REQUIRED
GENERAL NOTES: BEFORE POURING CONCRETE.
1. SEE W.S.D.O.T. STANDARD PLAN J-40.10-04 FOR 5. PLACEMENT OF STREET LIGHTING, TREES, HYDRANTS
J—-BOX TYPE AND SIZE. AND WATER METERS SHALL BE PER THE DETAILS OF
2. ALL LIDS SHALL BE STEEL AND MARKED WITH LT ITS PERSPECTIVE SECTIONS.
?R 4551 gEOR AW-S-D-O-T- STANDARD PLAN 6. SCORE MARKS SHALL BE 1/8” TO 1/4” WIDE AND A
—40.10-04. MINIMUM OF 1” DEEP.
3. IF_NO SIDEWALK EXISTS, A CONCRETE PAD SHALL 7. EXPANSION JOINTS SHALL BE INSTALLED IN THE
BE CONSTRUCTED 8" THICK, 6” WIDE, CURB & GUTTER AND SIDEWALK AT THE PC AND PT
COMPLETELY SURROUNDING THE J-BOX WITH ONE FOR ALL CURB RETURNS. EXPANSION JOINTS SHALL
#4 REBAR ON CENTER EACH SIDE AND TIED AT BE PLACED IN THE SIDEWALK AT THE SAME
CORNERS. LOCATIONS AS THOSE IN THE CURB & GUTTER WHEN
4. CONDUIT RUNS SHALL NOT EXCEED 200 FEET THE SIDEWALK IS ADJACENT TO CURB & GUTTER, OR
BETWEEN JUNCTION BOXES. J-BOX LOCATION UNLESS OTHERWISE DIRECTED BY THE CITY. SIDEWALK SPACING
5. SPARE 2” CONDUIT REQUIRED ON ARTERIALS, DG4-10.0WG EXPANSION JOINTS & SCORE MARKS
COLLECTORS AND RESIDENTIAL STREETS.
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