
1. ALL DOOR HARDWARE TO CONFORM WITH ADA STANDARDS

2. CONFIRM DOOR FRAME DIMENSIONS AND COMPATIBILITY WITH DOOR 
HARDWARE PRIOR TO IMPLEMENTATION

3. SHOP PRIME ALL HOLLOW METAL DOORS AND FRAMES

4. REFER TO DOOR SCHEDULE FINISH LEGEND FOR ALL DOOR AND FRAME 
FINISH REFERENCES

5. REFER TO HARDWARE GROUPS IN SPECIFICATIONS.

6. COORDINATE WITH OWNER FOR KEYING SCHEUDLE

7. PROVIDE ACOUSTIC INSULATION AND SEALANTS AT DOOR AND RELITE 
FRAMES INSTALLED IN STC-RATED WALL ASSEMBLIES

8. DOORS THAT ARE NOT AUTOMATIC SHALL HAVE ACCESSIBLE FEATURES 
AND HARDWARE PER CURRENT IBC AND ICC A117.1

9. EXITING DOORS SHALL HAVE APPROVED PANIC HARDWARE PER CURRENT 
IBC

10. ALL DOORS SHOULD BE RATED WITH U-FACTOR, SHGC, VT AND LEAKAGE 
RATING.

11. OPAQUE DOORS ASSEMBLY MAXIMUM U FACTOR: U-0.37 PER WASHINGTON 
STATE ENERGY CODE TABLE C402.1.4.

12. DIMENSIONS OF ALL OPENINGS TO BE FIELD VERIFIED.

13. WHERE NOT DIMENSIONED OTHERWISE, DOOR FRAMES LOCATED AS 
INDICATED IN THE DOOR SCHEDULE GENERAL NOTES SECTION.

14. FRAME MANUFACTURER SHALL COORDINATE LOCATIONS OF CONCEALED 
CONDUIT AND J-BOXES REQUIRED FOR SECURITY SYSTEM HARDWARE 
PRIOR TO MANUFACTURING OF FRAMES AND COORDINATE WITH 
ASSOCIATED HARDWARE AND DEVICES.

15. ALL SWINGING AND SLIDING DOORS WITH FIRE / SMOKE RATINGS INCLUDING 
SMOKE TIGHT, SMOKE RESISTANT, 20 MIN, 45 MIN, AND 90 MINUTE SHALL BE 
EQUIPPED WITH AUTOMATIC CLOSING LATCHING OR SELF CLOSING 
DEVICES. REFER ALSO TO DOOR SCHEDULE. 

16. ALL HOLLOW METAL DOORS AND FRAMES IN AREA OF WORK TO BE PAINTED. 
SEE FINISH SCHEDULE AND NOTES FOR PAINTING OF HOLLOW METAL 
DOORS AND FRAMES.  DO NOT PAINT PREFINISHED ALUMINUM DOORS AND 
FRAMES.  WOOD DOORS TO RECEIVE WOOD STAIN; SEE INTERIOR FINISH 
SCHEDULE AND NOTES.

17. GLASS TYPES FOR DOORS AND FRAMES ARE INDICATED ON THE DOOR AND 
FRAME SCHEDULES. SEE GLAZING SPECIFICATION FOR GLASS TYPE 
ABBREVIATIONS AND DESCRIPTIONS.

18. REFER TO GLAZING TYPES FOR DIFFERING REQUIREMENTS. 

19. DIMENSIONS OF ALL OPENINGS TO BE FIELD VERIFIED PRIOR TO 
FABRICATION.

20. SEE SPECIFICATION SECTION “DOOR HARDWARE” FOR HARDWARE SET 
NOTED IN DOOR AND FRAME SCHEDULE.

DWF- #            WINDOW FILM, REFER TO SPECIFICATIONS
IGL-1 1" INSULATED, ANNEALED GLASS
IGL-2 1" INSULATED, TEMPERED GLASS
IGL-3 1" INSULATED, SPANDREL GLASS

GL-1 1/4" CLEAR, ANNEALED FLOAT GLASS
GL-2 1/4" CLEAR, TEMPERED FLOAT GLASS

SGL-1 LEVEL 3 SECURITY/DETENTION GLAZING
SGL-2              SECURITY GLAZING - CLEAR
SGL-3              SECURITY GLAZING - MIRROR
SGL-4 FIRE RATED DETENTION GLAZING 
SGL-5              INSULATED SECURITY GLAZING

ACST ACOUSTIC
ALT ALTERNATE
BLST BALLISTIC
CR CARD READER
CW CURTAIN WALL
DHM DETENTION HOLLOW METAL
FF FACTORY FINISH
GL GLASS UNIT
HM HOLLOW METAL
HW HARDWARE
IGL INSULATED GLASS UNIT
IR IMPACT RESISTANT
MFR MANUFACTURER
MAT'L MATERIAL
NO. NUMBER
N/R NO RATING
OVHD OVERHEAD
P PAINT
PB PUSH BUTTON
PH PANIC HARDWARE
STN STAIN
SCW SOLID CORE WOOD
SF STOREFRONT
SGL SECURITY GLASS UNIT
STL STEEL
WD WOOD

DOOR SCHEDULE ABBREVIATIONS

GLAZING LEGEND:

1. PROVIDE DOOR ACTUATOR
2. PROVIDE DOOR ACTUATOR POST MOUNT
3. SECURITY DELAYED EGRESS FUNCTION, FIRE ALARM OVERRIDES
4. SECURITY DELAYED EGRESS FUNCTION WHEN LOCKED DOWN, FIRE ALARM 

OVERRIDES
5. LOCK DOWN FUNCTION FROM REMOTE DESK, MAINTAIN FREE EGRESS
6. WASHINGTON STATE ENERGY CODE (WSEC) C402.5.7, EXCEPTION 1
7. WHERE GLASS IS NOTED AS 'VARIES' - REFER TO TYPES FOR LOCATION OF 

EACH TYPE OF GLASS
8. PROVIDE PANIC BUTTON DOOR LOCK, LOCATE IN VESTIBULE
9. CARD READERS TO BE LOCATED ON BOTH SIDES OF DOOR
10. DOOR WILL ALARM WHEN OPENED, UNLESS CARD READER IS USED OR FIRE 

ALARM IS ACTIVATING. 
11. PROVIDE CARD READER WITH PIN PAD
12. PROVIDE POST MOUNTED CARD READER AND PIN PAD / RFID AT SALLY PORT 

OVERHEAD DOORS
13. SALLY PORT DOORS CANNOT BE OPENED AT THE SAME TIME. LASER SENSOR 

AT ENTRY AND PRESSURE PAD AT EXIT PROVIDE DOOR CLOSING FUNCTIONS
14. REFER TO LANDSCAPE FOR GATE TYPES, FRAME TYPES AND DETAILS.
15. OVERHEAD DOOR. MANUAL OPERATION
16. OVERHEAD DOOR. ELECTRIC OPERATION
17. WASHINGTON STATE ENERGY CODE (WSEC) C402.5.7, EXCEPTION 4
18. WASHINGTON STATE ENERGY CODE (WSEC) C402.5.7, EXCEPTION 6
19. AUTOMATIC DOOR. CARD READER ENTRY, FREE EGRESS
20. CHAIN LINK GATE AND FENCE. PROVIDE CARD READER ON FENCING
21. PROVIDE ONLY ACOUSTIC SEALS AT DOOR JAMBS AND HEAD. NOT FULL 

ACOUSTIC DOOR.
22. PROVIDE ACOUSTIC SEALS AT DOOR JAMBS AND HEAD. PROVIDE DROP SILLS. 

NOT FULL ACOUSTIC DOOR.
23. ACOUSTIC DOOR AND FRAME. PROVIDE CASED OPENING AT HOLLOW METAL 

DOOR FRAME.
24. SLIDING DOOR WITH OVERHEAD TRACK.
25. 5/8" DOOR UNDERCUT.
26. 3/4" DOOR UNDERCUT.
27. PROVIDE REMOTE DOOR RELEASE AT RECEPTION DESK TO OVERRIDE CARD 

READER.
28. REFER TO ARCHITECTURAL SITE PLAN AND OTHER DISCIPLINES FOR 

ADDITIONAL INFORMATION ON SITE GATES.
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TYPE MAT. FIN. GLASS TYPE MAT. FIN. GLASS HEAD JAMB SILL

LOWER LEVEL

D003 BRIEFING ROOM 6' - 0" 7' - 0" X A SCW STN - F-1 HM PT 4/A-548 2/A-548 7/A-548 22 54

D005 VESTIBULE 11' - 8 1/2" 7' - 0" G ALUM FF GL-2 PER MFR ALUM FF GL-2 16/A-548 15/A-548 5/A-543 39

D008 IS OFFICE 3' - 0" 7' - 0" A SCW STN - F-2 HM PT GL-2 4/A-548 2&3/A-548 - X 21 55

D008A IS STORAGE 3' - 0" 7' - 0" A HM PT - F-1 HM PT - 4/A-548 2&4/A-548 - 25 03

D009 K-9 STORAGE 3' - 0" 7' - 0" A HM PT - F-1 HM PT - 4/A-548 2&4/A-548 - X 25 02

D011 LIDAR STORAGE 3' - 0" 7' - 0" A SCW STN - F-1 HM PT - 4/A-548 2&4/A-548 - X 25 23

D012 MEN'S DECOMPR. ROOM 3' - 0" 7' - 0" A SCW STN - F-1 HM PT - 8/A-548 8/A-548 7/A-548 23 56

D013 WOMEN'S DECOMPR. ROOM 3' - 0" 7' - 0" A SCW STN - F-1 HM PT - 8/A-548 8/A-548 7/A-548 23 56

D014 LACTATION ROOM 3' - 0" 7' - 0" A SCW STN - F-1 HM PT 4/A-548 2&4/A-548 7/A-548 22 57

D016 FACILITIES / MAINTENANCE OFFICE 3' - 0" 7' - 0" B SCW STN GL-2 F-1 HM PT - 4/A-548 2&4/A-548 - 21, 25 58

D016A FACILITIES / MAINTENANCE OFFICE 3' - 0" 7' - 0" A HM PT - F-1 HM PT - 4/A-548 2&4/A-548 - X 07

D017 GUN CLEANING STATIONS 3' - 0" 7' - 0" B HM PT GL-2 F-5 HM PT - 6/A-548 5/A-548 - 25 08

D020 FITNESS ROOM 3' - 0" 7' - 0" B HM PT GL-2 F-1 HM PT - 4/A-548 2&4/A-548 17/A-548 22 59

D020A DT STORAGE 6' - 0" 7' - 0" X E HM PT - F-1 HM PT - 4/A-548 4/A-548 17/A-548 25 10

D021 MEN'S LOCKER ROOM 3' - 0" 7' - 0" A HM PT - F-1 HM PT - 4/A-548 2&4/A-548 - 11

D021A OPERATIONS CORRIDOR 3' - 0" 7' - 0" A SCW STN - F-1 HM PT - 4/A-548 2&4/A-548 - 21 61

D021B MEN'S LOCKER ROOM 3' - 0" 7' - 0" A HM PT - F-1 HM PT - 4/A-548 4/A-548 - 21, 25 13

D021C MEN'S LOCKER ROOM 3' - 0" 7' - 0" A HM PT - F-1 HM PT - 4/A-548 4/A-585 - 21, 25 13

D021D MEN'S LOCKER ROOM 3' - 0" 7' - 0" A HM PT - F-1 HM PT - 4/A-548 2&4/A-548 - 21, 25 04

D022 WOMEN'S LOCKER ROOM 3' - 0" 7' - 0" A HM PT - F-1 HM PT - 4/A-548 2&4/A-548 - 11

D022A OPERATIONS CORRIDOR 3' - 0" 7' - 0" A SCW STN - F-1 HM PT - 4/A-548 4/A-548 - 21 61

D022B WOMEN'S LOCKER ROOM 3' - 0" 7' - 0" A HM PT - F-1 HM PT - 4/A-548 2&4/A-548 - 21, 25 04

D022C WOMEN'S LOCKER ROOM 3' - 0" 7' - 0" A HM PT - F-1 HM PT - 4/A-548 4/A-548 - 21, 25 13

D022D WOMEN'S LOCKER ROOM 3' - 0" 7' - 0" A HM PT - F-1 HM PT - 4/A-548 4/A-548 - 21, 25 13

D024 FTO OFFICE 3' - 0" 7' - 0" A SCW STN - F-2 HM PT GL-2 4/A-548 2&3/A-548 - 21 58

D025 FTO SERGEANT 3' - 0" 7' - 0" A SCW STN - F-2 HM PT GL-2 4/A-548 2&3/A-548 - 21, 25 58

D026 JUVENILE 3' - 0" 7' - 0" C SCW STN GL-2 F-1 HM PT - 4/A-548 4/A-548 - 21, 25 60

D029 TRAFFIC OFFICE 3' - 0" 7' - 0" A SCW STN - F-2 HM PT GL-2 4/A-548 2&3/A-548 - 21, 25 58

D030 PATROL CONFERENCE ROOM 3' - 0" 7' - 0" A SCW STN - F-2 HM PT GL-2 4/A-548 2&3/A-548 7/A-548 22 62

D033 PATROL ANALYSTS / SROs 3' - 0" 7' - 0" A SCW STN - F-3 HM PT GL-2 4/A-548 2&3/A-548 - 21 58

D034 PATROL LT 3' - 0" 7' - 0" A SCW STN - F-2 HM PT GL-2 4/A-548 2&3/A-548 7/A-548 22 63

D035 PATROL LT 3' - 0" 7' - 0" A SCW STN - F-2 HM PT GL-2 4/A-548 2&3/A-548 7/A-548 22 63

D036 PATROL SERGEANTS 3' - 0" 7' - 0" A SCW STN - F-2 HM PT GL-2 4/A-548 2&3/A-548 - 21 58

D037 PATROL SERGEANTS 3' - 0" 7' - 0" A SCW STN - F-3 HM PT GL-2 4/A-548 2&3/A-548 - 21 58

D039 RIFLE STORAGE 3' - 0" 7' - 0" A SCW STN - F-1 HM PT - 4/A-548 2&4/A-548 - X 25 15

D040 LESS-THAN-LETHAL STORAGE 3' - 0" 7' - 0" A SCW STN - F-1 HM PT - 4/A-548 2&4/A-548 - X 15

D041 RESTROOM 3' - 0" 7' - 0" A SCW STN - F-1 HM PT - 4/A-548 2&4/A-548 - 21, 25 64

D043A EVIDENCE PACKAGING 4' - 0" 7' - 0" A HM PT - F-1 HM PT - 4/A-548 2&4/A-548 - 16

D043B EVIDENCE PROCESSING 4' - 0" 7' - 0" A HM PT - F-1 HM PT - 4/A-548 2&4/A-548 - 16

D045 EVIDENCE SUPPLY STORAGE 3' - 0" 7' - 0" A HM PT - F-1 HM PT - 4/A-548 2&4/A-548 - 25 03

D046 EVIDENCE TECHNICIAN 4' - 0" 7' - 0" B SCW STN GL-2 F-1 HM PT - 4/A-548 4/A-548 - X 11, 21 18

D046A EVIDENCE TECHNICIAN 4' - 0" 7' - 0" A HM PT - F-1 HM PT - 4/A-548 4/A-548 - X 11 17

D047 VEHICLE STORAGE / PROCESSING BAY 4' - 0" 7' - 0" A HM PT - F-1 HM PT - 4/A-548 2&4/A-548 - X 9 20

D047A DRUG / MONEY STORAGE 4' - 0" 7' - 0" H - - - - - X 20 65

D047B WEAPON EVIDENCE STORAGE 4' - 0" 7' - 0" H - - - - - X 20 65

D048 VEHICLE STORAGE / PROCESSING BAY 6' - 0" 7' - 0" X E HM PT - F-1 HM PT - 4/A-548 2/A-548 - X 9 19

D050 VESTIBULE 3' - 6" 7' - 0" B HM PT - F-1 HM PT 4/A-548 2&4/A-548 - X 1 50

D057 UNISEX RESTROOM 3' - 0" 7' - 0" A HM PT - F-5 HM PT - 6/A-548 5/A-548 - 21, 25 13

ED003 BRIEFING ROOM 3' - 0" 7' - 0" A HM PT - F-5 HM PT - 7/A-541 3/A-541 9/A-541 X 6 44

ED005 VESTIBULE 11' - 8 1/2" 7' - 0" G ALUM FF IGL-2 PER MFR ALUM FF IGL-2 4/A-543 3/A-543 5/A-543 X 19 38

ED016A STORAGE / LOADING BAY 6' - 0" 7' - 0" X E HM PT - F-5 HM PT - 7/A-541 3/A-541 9/A-541 18 40

ED017 ARMORY 8' - 0" 8' - 0" OHD-B STEEL FF PER MFR. F-OHD-2 STEEL FF 4/A-544 15/A-541 13/A-541 15 41

ED017A GUN CLEANING STATIONS 3' - 0" 7' - 0" A HM PT - F-5 HM PT - 7/A-541 3/A-541 9/A-541 X 17 42

ED018 SWAT STORAGE 6' - 0" 7' - 0" X E HM PT - F-5 HM PT - 7/A-541 3/A-541 9/A-541 X 17 43

ED019 HALLWAY 3' - 0" 7' - 0" B HM PT IGL-2 F-5 HM PT 7/A-541 3/A-541 9/A-541 X X 6 53

ED020A FITNESS ROOM 3' - 0" 7' - 0" D SF FF IGL-2 SF-01 SF FF IGL-2 11/A-542 10/A-542 1/A-542 X X 17 49

ED020B FITNESS ROOM 8' - 0" 9' - 0" OHD-A STEEL FF PER MFR. F-OHD-1 STEEL FF - 5/A-544 14/A-541 13/A-541 15 41

ED020C FITNESS ROOM 8' - 0" 9' - 0" OHD-A STEEL FF PER MFR. F-OHD-1 STEEL FF - 5/A-544 14/A-541 13/A-541 15 41

ED048A VEHICLE STORAGE / PROCESSING BAY 4' - 0" 7' - 0" A HM PT - F-5 HM PT - 7/A-541 3/A-541 9/A-541 X 18 45

ED048B VEHICLE STORAGE / PROCESSING BAY 8' - 0" 10' - 0" OHD-B STEEL FF PER MFR. F-OHD-2 STEEL FF - 4/A-544 15/A-541 13/A-541 16 41

ED049 ELECTRICAL ROOM 6' - 0" 7' - 0" X E HM PT - F-5 HM PT 7/A-541 3/A-541 9/A-541 X 17 46

ED050 VESTIBULE 4' - 0" 7' - 0" A HM PT - F-5 HM PT - 7/A-541 3/A-541 9/A-541 X X 1 47

ED060A SALLY PORT 8' - 0" 10' - 0" OHD-B STEEL FF PER MFR. F-OHD-2 STEEL FF - 12/A-544 6/A-544 &
15/A-541

13/A-541 X 12, 13 85

ED060B SALLY PORT 8' - 0" 10' - 0" OHD-B STEEL FF PER MFR. F-OHD-2 STEEL FF - 12/A-544 6/A-544 &
15/A-541

13/A-541 X 12, 13 85

ED060C SALLY PORT 3' - 0" 7' - 0" A HM PT - F-5 HM PT 7/A-541 3/A-541 9/A-541 X 9, 11, 18 48

ED061 MECHANICAL / RISER ROOM 6' - 0" 7' - 0" X E HM PT - F-5 HM PT - 7/A-541 3/A-541 9/A-541 17 40

LOWER LEVEL: 66

GENERAL DOOR AND WINDOWS NOTES
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D100 PUBLIC VESTIBULE 6' - 0" 10' - 0" X F SF FF SGL-2 SF-11 SF FF SGL-2 8/A-547 10/A-547 - X X 1, 5 66

D105 COMMUNITY ROOM 6' - 0" 7' - 0" X F SCW STN GL-2 F-4 HM PT GL-2 4/A-548 3/A-548 - X 25 21

D105A TRAINING STORAGE 3' - 0" 7' - 0" A SCW STN - F-1 HM PT - 4/A-548 2&4/A-548 - 03

D105B COMMUNITY ROOM STORAGE 6' - 0" 7' - 0" X E SCW STN - F-1 HM PT - 4/A-548 4/A-548 - 26 67

D105C EOC STORAGE 3' - 0" 7' - 0" A SCW STN - F-1 HM PT - 4/A-548 2&4/A-548 - X 26 15

D105D COMMUNITY ROOM KITCHENETTE 3' - 0" 7' - 0" B SCW STN GL-2 F-1 HM PT - 4/A-548 2&4/A-548 - 25 03

D105E COMMUNITY ROOM 4' - 6" 7' - 0" X E SCW STN - F-1 HM PT - 4/A-548 4/A-548 - 25 68

D105F COMMUNITY ROOM 4' - 6" 7' - 0" X E SCW STN - F-1 HM PT - 4/A-548 4/A-548 - 25 68

D105G COMMUNITY ROOM 4' - 6" 7' - 0" X E SCW STN - F-1 HM PT - 4/A-548 4/A-548 - 25 68

D106 HALLWAY 3' - 0" 7' - 0" A SCW STN - F-1 HM PT - 4/A-548 2&4/A-548 - X 07

D107 IDF 3' - 0" 7' - 0" A SCW STN - F-1 HM PT - 4/A-548 2&4/A-548 - X 36

D109A INTERVIEW ROOM (SOFT) 3' - 0" 7' - 0" A SCW STN - F-1 HM PT - 8/A-548 8/A-548 7/A-548 X 23 01

D109B INTERVIEW ROOM (SOFT) 3' - 0" 7' - 0" B SCW STN GL-2 F-1 HM PT - 8/A-548 8/A-548 7/A-548 X 9, 23 09

D110A EVIDENCE RELEASE 4' - 0" 7' - 0" A SCW STN - F-1 HM PT - 8/A-548 8/A-548 7/A-548 X 23 01

D110B EVIDENCE RELEASE 4' - 0" 7' - 0" B SCW STN GL-2 F-1 HM PT - 8/A-548 8/A-548 7/A-548 X 23 01

D111A VESTIBULE 3' - 0" 7' - 0" D SF FF GL-2 SF-12 SF GL-2 - 7/A-547 6&10/A-547 - X X 1, 25, 27 25

D111B VESTIBULE 3' - 0" 7' - 0" D SF FF GL-2 SF-12 SF GL-2 - 7/A-547 6&10/A-547 - X X 1, 25, 27 25

D113 CUSTODIAL 3' - 0" 7' - 0" A SCW STN - F-1 HM PT - 4/A-548 4/A-548 - 25 05

D114 WAITING 3' - 0" 7' - 0" A SCW STN - F-3 HM PT GL-2 4/A-548 2&3/A-548 - X 07

D115 WAITING 3' - 0" 7' - 0" A SCW STN - F-2 HM PT GL-2 4/A-548 3&4/A-548 - 25 06

D116 STORAGE 3' - 0" 7' - 0" A SCW STN - F-1 HM PT - 4/A-548 4/A-548 - 25 26

D117 EXEC ASSISTANT 3' - 0" 7' - 0" A SCW STN - F-2 HM PT GL-2 4/A-548 2&3/A-548 - 21, 25 58

D118 COMMAND CONFERENCE ROOM 3' - 0" 7' - 0" D SF STN - SF-13 SF FF VARIES 8/A-547 5&6/A-547 7/A-548 7, 22 12

D118A COMMAND CONFERENCE ROOM 3' - 0" 7' - 0" A SCW STN - F-1 HM PT - 4/A-548 2&4/A-548 - 28

D119 SECURE RECORDS STORAGE 3' - 0" 7' - 0" A SCW STN - F-1 HM PT - 4/A-548 4/A-548 - 25 26

D120 CHIEF OF POLICE 3' - 0" 7' - 0" A SCW STN - F-3 HM PT GL-2 4/A-548 2&3/A-548 7/A-548 22 63

D122 DEPUTY CHIEF 3' - 0" 7' - 0" A SCW STN - F-2 HM PT GL-2 4/A-548 2&3/A-548 7/A-548 22 63

D123 DEPUTY CHIEF 3' - 0" 7' - 0" A SCW STN - F-2 HM PT GL-2 4/A-548 2&3/A-548 7/A-548 22 63

D124 ADMIN COMMANDER 3' - 0" 7' - 0" A SCW STN - F-2 HM PT GL-2 4/A-548 2&3/A-548 7/A-548 22 63

D125 PATROL COMMANDER 3' - 0" 7' - 0" A SCW STN - F-2 HM PT GL-2 4/A-548 2&3/A-548 7/A-548 22 63

D126 COMMAND LOCKER ROOMS 3' - 0" 7' - 0" A SCW STN - F-1 HM PT - 4/A-548 2&4/A-548 - 21 22

D126A COMMAND LOCKER ROOMS 3' - 0" 7' - 0" A SCW STN - F-1 HM PT - 4/A-548 2&4/A-548 - 21, 25 30

D126B COMMAND LOCKER ROOMS 3' - 0" 7' - 0" A SCW STN - F-1 HM PT - 4/A-548 2&4/A-548 - 21, 25 24

D126C COMMAND LOCKER ROOMS 3' - 0" 7' - 0" A SCW STN - F-1 HM PT - 4/A-548 2&4/A-548 - 21, 25 29

D127 MANAGEMENT ANALYST 3' - 0" 7' - 0" A SCW STN - F-2 HM PT GL-2 4/A-548 2&3/A-548 7/A-548 22 63

D128 BUDGET ADMIN / TRANSCRIPTION 3' - 0" 7' - 0" A SCW STN - F-2 HM PT GL-2 4/A-548 2&3/A-548 7/A-548 22 63

D129A CORRIDOR 3' - 0" 7' - 0" A SCW STN - F-3 HM PT GL-2 4/A-548 2&3/A-548 - X 07

D129B HALLWAY 3' - 0" 7' - 0" A SCW STN - F-3 HM PT GL-2 4/A-548 2&3/A-548 - X 07

D130 TRAINING UNIT CONFERENCE ROOM 3' - 0" 7' - 0" A SCW STN - F-2 HM PT GL-2 4/A-548 2&3/A-548 7/A-548 22 12

D131 ADMIN LT 3' - 0" 7' - 0" A SCW STN - F-2 HM PT GL-2 4/A-548 2&3/A-548 - 21 58

D132 IA INTERVIEW ROOM 3' - 0" 7' - 0" A SCW STN - F-1 HM PT - 8/A-548 8/A-548 7/A-548 X 23 84

D133 DEPT TRAINING SERGEANT 3' - 0" 7' - 0" A SCW STN - F-2 HM PT GL-2 4/A-548 2&3/A-548 - 21 58

D134 IA STORAGE 3' - 0" 7' - 0" A SCW STN - F-1 HM PT - 4/A-548 4/A-548 - X 25 15

D135 PROF STANDARDS SERGEANT 3' - 0" 7' - 0" A SCW STN - F-2 HM PT GL-2 4/A-548 2&3/A-548 - 21, 25 58

D136 QUARTERMASTER STORAGE 3' - 0" 7' - 0" A SCW STN - F-1 HM PT - 4/A-548 4/A-548 - X 15

D138 CHAPLAINS (VOLUNTEERS) 3' - 0" 7' - 0" A SCW STN - F-2 HM PT GL-2 4/A-548 2&3/A-548 - 21, 25 58

D139 LACEY RESOURCE OFFICERS
(VOLUNTEERS)

3' - 0" 7' - 0" A SCW STN - F-3 HM PT GL-2 4/A-548 2&3/A-548 - 21, 25 58

D140 CORRIDOR 3' - 0" 7' - 0" A SCW STN - F-2 HM PT GL-2 4/A-548 2&3/A-548 - X 07

D142A COPIER / OPEN RECORDS STORAGE 3' - 0" 7' - 0" B SCW STN GL-2 F-1 HM PT - 4/A-548 2&4/A-548 - X 32

D142B COPIER / OPEN RECORDS STORAGE 3' - 0" 7' - 0" A SCW STN - F-1 HM PT - 4/A-548 2&4/A-548 - X 02

D143 STORAGE ROOM 3' - 0" 7' - 0" A SCW STN - F-1 HM PT - 4/A-548 2&4/A-548 - 25 03

D146 CUSTOMER SERVICE SUPERVISOR 3' - 0" 7' - 0" C SCW STN GL-2 F-2 HM PT GL-2 4/A-548 2&3/A-548 - 21 58

D147 PUBLIC DISCLOSURE OFFICE 3' - 0" 7' - 0" C SCW STN GL-2 F-2 HM PT GL-2 4/A-548 2&3/A-548 - 21 58

D149 PUBLIC RECORDS OFFICE 3' - 0" 7' - 0" C SCW STN GL-2 F-3 HM PT GL-2 4/A-548 2&3/A-548 - 21 58

D150 RESTROOM 3' - 0" 7' - 0" A SCW STN - F-1 HM PT - 4/A-548 2&4/A-548 - 21, 25 04

D151 TRANSCRIPTION OFFICE 3' - 0" 7' - 0" C SCW STN GL-2 F-2 HM PT GL-2 4/A-548 2&3/A-548 - 21 58

D152 SECURE RECORDS STORAGE 3' - 0" 7' - 0" A SCW STN - F-1 HM PT - 4/A-548 2&4/A-548 - X 15

D155 EXPLORERS ROOM (VOLUNTEERS) 3' - 0" 7' - 0" A SCW STN - F-3 HM PT GL-2 4/A-548 2&3/A-548 - 21, 25 58

D156 VESTIBULE 3' - 0" 7' - 0" A SCW STN - F-2 HM PT GL-2 4/A-548 2&3/A-548 - X 07

D157A POLYGRAPH 3' - 0" 7' - 0" A SCW STN - F-1 HM PT - 4/A-548 8/A-548 7/A-548 X 23 01

D157B POLYGRAPH 3' - 0" 7' - 0" A SCW STN - F-1 HM PT - 4/A-548 8/A-548 7/A-548 X 23 01

D158A INTERVIEW ROOM 3' - 0" 7' - 0" A SCW STN - F-1 HM PT - 4/A-548 8/A-548 7/A-548 X 23 01

D158B INTERVIEW ROOM 3' - 0" 7' - 0" B SCW STN GL-2 F-1 HM PT - 4/A-548 8/A-548 7/A-548 X 23 01

D159A INTERVIEW ROOM 3' - 0" 7' - 0" A SCW STN - F-1 HM PT - 4/A-548 8/A-548 7/A-548 X 23 01

D159B INTERVIEW ROOM 3' - 0" 7' - 0" B SCW STN GL-2 F-1 HM PT - 4/A-548 8/A-548 7/A-548 X 23 84

D163 PRIVATE OFFICE 3' - 0" 7' - 0" A SCW STN - F-2 HM PT GL-2 4/A-548 2&3/A-548 - 21, 25 58

D164 PRIVATE OFFICE 3' - 0" 7' - 0" A SCW STN - F-2 HM PT GL-2 4/A-548 2&3/A-548 - 21, 25 58

D165 PRIVATE OFFICE 3' - 0" 7' - 0" A SCW STN - F-2 HM PT GL-2 4/A-548 2&3/A-548 - 21, 25 58

D166 PRIVATE OFFICE 3' - 0" 7' - 0" A SCW STN - F-2 HM PT GL-2 4/A-548 2&3/A-548 - 21, 25 58

D169 KIDS' ROOM 3' - 0" 7' - 0" D SCW STN GL-2 F-1 HM PT - 4/A-548 2&4/A-548 - 21 31

D170 WEAPONS STORAGE / DETECTIVE READY
ROOM

3' - 0" 7' - 0" A SCW STN - F-1 HM PT - 4/A-548 2&4/A-548 - X 25 15

D171 DETECTIVE SERGEANT - CRIMES
AGAINST PERSON

3' - 0" 7' - 0" A SCW STN - F-2 HM PT GL-2 4/A-548 2&3/A-548 - 21 58

D172 EQUIPMENT STORAGE 3' - 0" 7' - 0" A SCW STN - F-1 HM PT - 4/A-548 4/A-548 - X 25 15

D173 INVESTIGATIONS LT 3' - 0" 7' - 0" A SCW STN - F-2 HM PT GL-2 4/A-548 2&3/A-548 - 21 58

D174 WAR ROOM 3' - 0" 7' - 0" A SCW STN - F-2 HM PT GL-2 4/A-548 2&3/A-548 7/A-548 22 12

D175 COMMUNITY OUTREACH / SOCIAL MEDIA
DA III

3' - 0" 7' - 0" A SCW STN - F-2 HM PT GL-2 4/A-548 2&3/A-548 - 21 58

D176 DESIGNATED CRIME RESPONDER (DCR) 3' - 0" 7' - 0" A SCW STN - F-2 HM PT GL-2 4/A-548 2&3/A-548 - 21 58

D177 CRIME ANALYST 3' - 0" 7' - 0" A SCW STN - F-3 HM PT GL-2 4/A-548 2&3/A-548 - X 21 55

D179 CRU SERGEANT 3' - 0" 7' - 0" A SCW STN - F-3 HM PT GL-2 4/A-548 2&3/A-548 - 21 58

D180 INVESTIGATIONS CONFERENCE ROOM 3' - 0" 7' - 0" A SCW STN - SF-14 SF FF VARIES 8/A-547 5&10/A-547 7/A-548 7, 22 33

D182 CORRIDOR 3' - 0" 7' - 0" A SCW STN - F-2 HM PT GL-2 4/A-548 2&3/A-548 - X X 3, 10 27

D183 MOBILE OUTREACH TEAM 3' - 0" 7' - 0" A SCW STN - F-2 HM PT GL-2 4/A-548 2&3/A-548 7/A-548 22 63

D184A CRIME VICTIMS ADVOCATE 3' - 0" 7' - 0" A SCW STN - F-1 HM PT - 4/A-548 2&4/A-548 - X 21 34

D184B CRIME VICTIMS ADVOCATE 3' - 0" 7' - 0" A SCW STN - F-1 HM PT - 4/A-548 2&3/A-548 - X 21 55

D185 EVENT STORAGE 3' - 0" 7' - 0" A SCW STN - F-1 HM PT - 4/A-548 2&4/A-548 - X 25 15

D186 MDF ROOM 3' - 0" 7' - 0" A SCW STN - F-1 HM PT - 4/A-548 2&4/A-548 - X 36

D186A DAS 3' - 0" 7' - 0" A HM PT - F-1 HM PT - 4/A-548 2/A-548 - 45 MIN. 14

D188 WOMEN'S RESTROOM 3' - 0" 7' - 0" A SCW STN - F-1 HM PT - 4/A-548 2&4/A-548 - 11

D189 MEN'S RESTROOM 3' - 0" 7' - 0" A SCW STN - F-1 HM PT - 4/A-548 2&4/A-548 - 11

D190 ELECTRICAL ROOM 3' - 0" 7' - 0" A SCW STN - F-1 HM PT - 4/A-548 2&4/A-548 - 35

D330 COMMUNITY ROOM 17' - 0" 10' - 7" X J SCW PT - - - - - 7/A-562 11/A-548 9&10/A-548 24 87

ED100 PUBLIC VESTIBULE 6' - 0" 10' - 0" X F CW FF SGL-5 CW-2 CW FF VARIES 3/A-545 2/A-545 1/A-545 X X 1, 2, 4, 7, 8 86

ED105 COMMUNITY ROOM 3' - 0" 7' - 0" A HM PT - F-1 HM PT - 2/A-541 1/A-541 9/A-541 X 6 44

ED154 BREAK ROOM PATIO 6' - 0" 10' - 0" X F CW FF IGL-2 CW-4 CW FF VARIES 3/A-545 2/A-545 7/A-543 X 7 52

ED181 COMMUNITY RESOURCE WORKSTATIONS 3' - 10" 7' - 0" F SF FF IGL-2 SF-02 SF FF IGL-2 11/A-542 8/A-542
SIM

1/A-542 X 6 51

ED190 BREAK ROOM PATIO 4' - 0" 6' - 0" - 12/A-573 - HARDWARE
PER MFR.

ED193 MECHANICAL ROOF 6' - 0" 7' - 0" X E HM PT - F-8 HM PT - 11/A-541 10/A-541 6/A-541 37

UPPER LEVEL: 97
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LOWER LEVEL

D052 HOLDING CIRCULATION 3' - 0" 7' - 0" DB DHM PT SGL-4 DF-1 DHM PT - 2/A-585 1/A-585 - 45 MIN. X 9

D052A PLUMBING CHASE 2' - 8" 5' - 4" DE DHM PT - DF-3 DHM PT - 4/A-585 4/A-585 4/A-585

D052B HOLDING CIRCULATION 3' - 0" 7' - 0" DB DHM PT SGL-4 DF-1 DHM PT - 2/A-585 1/A-585 8/A-585 45 MIN. X 9

D053 INTERVIEW 3' - 0" 7' - 0" DC DHM PT SGL-3 DF-1 DHM PT - 2/A-585 1/A-585 -

D054 SINGLE HOLDING (ADA) 3' - 0" 7' - 0" DC DHM PT SGL-3 DF-1 DHM PT - 2/A-585 1/A-585 -

D055 INTERVIEW 3' - 0" 7' - 0" DC DHM PT SGL-3 DF-1 DHM PT - 2/A-585 1/A-585 -

D056 SINGLE HOLDING 3' - 0" 7' - 0" DC DHM PT SGL-3 DF-1 DHM PT - 2/A-585 1/A-585 -

D059 DUI PROCESSING /
INTOXILYZER

3' - 0" 7' - 0" DB DHM PT SGL-3 DF-2 DHM PT - 2/A-585 1/A-585 - 25

LOWER LEVEL: 8
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LOWER LEVEL

G301 NORTH PEDESTRIAN GATE 3' - 0" 7' - 0" X X 4, 28 88

G302 NORTH VEHICLE GATE 27' - 0" 8' - 0" X 4, 28 90
1G303 SOUTH VEHICLE GATE 24' - 0" 8' - 0" X X 4, 9, 28 89

LOWER LEVEL: 3
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1. ALL DOOR HARDWARE TO CONFORM WITH ADA STANDARDS

2. PRIOR TO CONSTRUCTION, SUBMIT DOOR HARDWARE TO ARCHITECT FOR 
APPROVAL

3. CONFIRM DOOR FRAME DIMENSIONS AND COMPATIBILITY WITH DOOR 
HARDWARE PRIOR TO IMPLEMENTATION

4. SHOP PRIME ALL HOLLOW METAL DOORS AND FRAMES

5. REFER TO DOOR SCHEDULE FINISH LEGEND FOR ALL DOOR AND FRAME FINISH 
REFERENCES

6. REFER TO GLAZING LEGEND FOR ALL GLAZING REFERENCES (GL-_) WHERE 
OCCURS

7. REFER TO HARDWARE GROUPS IN SPECIFICATIONS.

8. COORDINATE WITH OWNER FOR KEYING SCHEUDLE

9. PROVIDE ACOUSTIC INSULATION AND SEALANTS AT DOOR AND RELITE FRAMES 
INSTALLED IN STC-RATED WALL ASSEMBLIES

10. DOORS THAT ARE NOT AUTOMATIC SHALL HAVE ACCESSIBLE FEATURES AND 
HARDWARE PER CURRENT IBC AND ICC A117.1

11. EXITING DOORS SHALL HAVE APPROVED PANIC HARDWARE PER CURRENT IBC

12. TACTILE SIGNAGE SHALL BE INSTALLED AS PER CURRENT IBC AND ICC A117.1, 
REFER TO SIGNAGE SCHEDULE

13. ALL NEW AND EXISTING FRAMES TO BE PAINTED UON

14. ALL DOORS SHOULD BE RATED WITH U-FACTOR, SHGC, VT AND LEAKAGE 
RATING.

15. OPAQUE DOORS ASSEMBLY MAXIMUM U FACTOR: U-0.37 PER WASHINGTON 
STATE ENERGY CODE TABLE C402.1.4.

16. REFER TO DOOR SCHEDULE FOR GLAZING TYPES IN DOORS.

17. DOORS WITH CARD READERS TO HAVE KEYED OVERRIDE

IGL-2 1" INSULATED, TEMPERED GLASS

GL-2 1/4" CLEAR, TEMPERED FLOAT GLASS
GL-3 FIRE RATED TEMPERED GLASS

SGL-1 LEVEL 3 SECURITY/DETENTION GLAZING
SGL-2 SECURITY GLAZING - CLEAR

DWF-# WINDOW FILM, REFER TO SPECIFICATIONS

ALT ALTERNATE
BLST BALLISTIC
CR CARD READER
CW CURTAIN WALL
FF FACTORY FINISH
GL GLASS UNIT
HM HOLLOW METAL
HW HARDWARE
IGL INSULATED GLASS UNIT
IR IMPACT RESISTANT
MFR MANUFACTURER
MAT'L MATERIAL
NO. NUMBER
N/R NO RATING
OVHD OVERHEAD
P PAINT
PB PUSH BUTTON
PH PANIC HARDWARE
STN STAIN
SCW SOLID CORE WOOD
SF STOREFRONT
SGL SECURITY GLASS UNIT
STL STEEL
WD WOOD
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GENERAL DOOR NOTES

DOOR SCHEDULE ABBR.
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OVT
Hard
ware
SetTYPE MAT. FIN. GLASS TYPE MAT. FIN. GLASS HEAD JAMB SILL

LEVEL 1

D200 VESTIBULE 3' - 0" 8' - 0" D SF FF GL-2 SFW-3 SF FF GL-2 11/A-542a 10/A-542a - X 14 70

D202 RECEPTION / ADMINISTRATIVE 3' - 0" 7' - 0" B SCW STN GL-2 F-1 HM PT - 2/A-543a 1/A-543a - 9, 14 58

D204 MEN'S RESTROOM 3' - 0" 7' - 0" A SCW STN - F-1 HM PT - 2/A-543a 1/A-543a - 14, 22 11

D205 WOMEN'S RESTROOM 3' - 0" 7' - 0" A SCW STN - F-1 HM PT - 2/A-543a 1/A-543a - 14, 22 11

D206 MECHANICAL EQUIPMENT 3' - 0" 7' - 0" A SCW STN - F-1 HM PT - 2/A-543a 1/A-543a - 13, 22 03

D207 CUSTODIAL 3' - 0" 7' - 0" A SCW STN - F-1 HM PT - 2/A-543a 1/A-543a - 13, 22 03

D208 GUN CLEANING ROOM 3' - 0" 7' - 0" C HM PT GL-2 F-1 HM PT - 4/A-543a 3/A-543a - 13 76

D209 RESTROOM / SHOWER 3' - 0" 7' - 0" A SCW STN - F-1 HM PT - 4/A-543a 3/A-543a - 9, 13 64

D210 ARMORY 3' - 0" 7' - 0" A HM PT - F-1 HM PT - 4/A-543a 3/A-543a - X 13 15

D214 RANGE MASTER 3' - 0" 7' - 0" A HM PT - F-1 HM PT - 4/A-543a 3/A-543a - 10, 13, 23 77

D215 AMMUNITION / TARGET / PROP STORAGE 4' - 0" 7' - 0" A HM PT - F-1 HM PT - 4/A-543a 3/A-543a - 13 78

D216 IDF 3' - 0" 7' - 0" A HM PT - F-1 HM PT - 2/A-543a 1/A-543a - X 12 36

D217 ELEC 3' - 0" 7' - 0" A HM PT - F-1 HM PT - 2/A-543a 1/A-543a - 12 03

D218 SIMULATOR ROOM 3' - 0" 7' - 0" A SCW STN - F-1 HM PT - 2/A-543a 1/A-543a - 6, 14, 23 79

D219 DEFENSIVE TACTICS TRAINING ROOM 3' - 0" 7' - 0" B SCW STN GL-2 F-1 HM PT - 2/A-543a 1/A-543a - 9, 14 80

D220 DEFENSIVE TACTICS STORAGE 6' - 0" 7' - 0" X E SCW STN - F-2 HM PT - 2/A-543a 1/A-543a - 5, 14, 21 68

D221A CLASSROOM 3' - 0" 7' - 0" B SCW STN GL-2 F-1 HM PT - 2/A-543a 1/A-543a - X 9, 15 81

D221B CLASSROOM 3' - 0" 7' - 0" B SCW STN GL-2 F-1 HM PT - 2/A-543a 1/A-543a - X 9, 15 81

D221C CLASSROOM 3' - 0" 7' - 0" G PER MFR PER MFR - - - - - - - - X 8, 15 39

D221D CLASSROOM 3' - 0" 7' - 0" G PER MFR PER MFR - - - - - - - - X 8, 15 39

D221E CLASSROOM 5' - 6" 12' - 0" H PER MFR PER MFR - - - - - 8/A-543a 6&7/A-543a - 7, 15 39

D221F CLASSROOM G PER MFR PER MFR - - - - - 9/A-543a 5/A-543a - 8, 15 39

D222 CLASSROOM STORAGE 6' - 0" 7' - 0" X E SCW STN - F-2 HM PT - 2/A-543a 1/A-543a - 5, 15 68

D223 CLASSROOM STORAGE 6' - 0" 7' - 0" X E SCW STN - F-2 HM PT - 2/A-543a 1/A-543a - 5, 15 68

D229A VESTIBULE 3' - 0" 7' - 0" B SCW STN GL-3 F-1 HM PT - 4/A-543a 3/A-543a - 90 MINUTE X 9, 13 82

D229B VESTIBULE 3' - 0" 7' - 0" B HM PT GL-2 F-1 HM PT - 4/A-543a 3/A-543a - 10, 13, 23 83

ED200 VESTIBULE 3' - 0" 8' - 0" D SF FF IGL-2 SFW-1 SF FF IGL-2 11/A-542a 10/A-542a 1/A-541a X X 2, 3, 12, 17 69

ED208 GUN CLEANING ROOM 3' - 0" 8' - 0" A HM PT - F-3 HM PT - 5/A-541a 4/A-541a 1/A-541a X 12, 16, 19 71

ED211 STAGING AREA 9' - 0" 8' - 0" OHD-A BLST STL FF - F-OHD-1 STL FF - 8/A-541a 7/A-541a 6/A-541a 4, 11, 12, 18 41

ED224 RISER ROOM 4' - 0" 8' - 0" A HM PT - F-1 HM PT - 3/A-541a 2/A-541a 1/A-541a 12, 16, 19 72

ED225 TRAFFIC STORAGE 6' - 0" 8' - 0" X E HM PT - F-2 HM PT - 3/A-541a 2/A-541a 1/A-541a X 5, 12, 16, 19, 20 73

ED226 BIKE STORAGE 6' - 0" 8' - 0" X E HM PT - F-2 HM PT - 3/A-541a 2/A-541a 1/A-541a X 5, 12, 16, 19, 20 73

ED227 CORRIDOR 4' - 0" 8' - 0" B HM PT IGL-2 F-1 HM PT - 3/A-541a 2/A-541a 1/A-541a X X 12, 16, 19 74

ED228 CORRIDOR 4' - 0" 8' - 0" A HM PT - F-1 HM PT - 3/A-541a 2/A-541a 1/A-541a 90 MINUTE X X 12, 16, 19 74

ED229 VESTIBULE 3' - 0" 8' - 0" A HM PT - F-1 HM PT - 5/A-541a 4/A-541a 1/A-541a X X 12, 16, 19 75

LEVEL 1: 35

1/4" = 1'-0"
4

EXTERIOR STOREFRONT TYPES

GENERAL GLAZING LEGEND

1/4" = 1'-0"
1

DOOR TYPES

1/4" = 1'-0"
2

FRAME TYPES
1/4" = 1'-0"

3
WINDOW TYPES

45' - 8 3/8" 12' - 0"

1. NOT USED

2. PROVIDE DOOR ACTUATOR POST MOUNT

3. PROVIDE REMOTE DOOR RELEASE AT RECEPTION  TO OVERRIDE CARD 
READER AT ENTRY DOOR 

4. OVERHEAD DOOR. ELECTRIC OPERATION WITH PUSH BUTTON CONTROL. 
ASLO CONTROLLED FROM RANGE MASTER OFFICE. 

5. ALL DOUBLE DOORS TO HAVE (1) ACTIVE LEAF WITH DOOR HARDWARE. 
SECOND LEAF WILL HAVE TOP AND BOTTOM BOLTS TO RELEASE DOOR FOR 
OPENING

6. HEAD, JAMB AND SILL TO BE GASKETED FOR FULL BLACKOUT

7. POCKET DOOR PER MANUFACTURER FOR OPERABLE HORIZONTAL WALL. 
JAMB FRAME IS PROVIDED PER MANUFACTURER FOR THIS DOOR

8. OPERABLE HORIZONTAL WALL PER MANUFACTURER 

9. PROVIDE ONLY ACOUSTIC SEALS AT DOOR JAMBS AND HEAD. NOT FULL 
ACOUSTIC DOOR.

10. PROVIDE ACOUSTIC SEALS AT DOOR JAMBS AND HEAD. PROVIDE DROP SILLS. 
NOT FULL ACOUSTIC DOOR.

11. BALLISTIC RATED OVERHEAD DOOR. 

12. DOOR AND HARDWARE TO BE CONSTRUCTED AND INSTALLED IN BUILDING 
ALTERNATE 1A.

13. DOOR AND HARDWARE TO BE CONSTRUCTED AND INSTALLED IN BUILDING 
ALTERNATE 1B.

14. DOOR AND HARDWARE TO BE CONSTRUCTED AND INSTALLED IN BUILDING 
ALTERNATE 1C.

15. DOOR AND HARDWARE TO BE CONSTRUCTED AND INSTALLED IN BUILDING 
ALTERNATE 1D.

16. WASHINGTON STATE ENERGY CODE (WSEC) C402.5.7, EXCEPTION 1

17. WASHINGTON STATE ENERGY CODE (WSEC) C402.5.7, EXCEPTION 4

18. WASHINGTON STATE ENERGY CODE (WSEC) C402.5.7, EXCEPTION 6

19. PROVIDE DOOR STOP.

20. PROVIDE HOLD OPEN.

21. 5/8" DOOR UNDERCUT.

22. 3/4" DOOR UNDERCUT.

23. PROVIDE DOOR THRESHOLD FOR ACOUSTICS AND ROOM BLACKOUT.

DOOR SCHEDULE REMARKS
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PROVIDE (1) CAT6 CABLE AND JACK FOR EACH 
CCTV CAMERA LOCATION.

DISCRETE CAMERA LOCATED BEHIND BLANK PLATE 
WITH PINHOLE. ROUTE SPECIALTY CABLE TO 
INTERVIEW ROOM CONTROLS ENCLOSURE SHOWN ON 
PLANS AND PER SPECIFICATIONS.

CAMERA LOCATED ON CEILING. ROUTE SPECIALTY 
CABLE TO INTERVIEW ROOM CONTROLS ENCLOSURE 
SHOWN ON PLANS AND PER SPECIFICATIONS.

1

2

3

CONSTRUCTION NOTES

SCALE:

TRUE
NORTH

1/4" = 1'-0"

LOWER LEVEL - INTERVIEW 055 AND 053
SCALE:

TRUE
NORTH

1/4" = 1'-0"

MAIN LEVEL - INTERVIEW 109 AND EVIDENCE 110

SCALE:

TRUE
NORTH

1/4" = 1'-0"

MAIN LEVEL - IA INTERVIEW 132
SCALE:

TRUE
NORTH

1/4" = 1'-0"

MAIN LEVEL - POLYGRAPH 157,
INTERVIEW 158, AND INTERVIEW 159

SCALE:

TRUE
NORTH

1/4" = 1'-0"

LOWER LEVEL - HOLDING 054 AND 056

A

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B ADDENDUM NO. 02 10.19.2023

NOT F
OR C

ONSTR
UCTIO

N

05-
2NOT F

OR C
ONSTR

UCTIO
N

05-
2

Bryan Beley, AIA
Snapshot



KMB Project No. 

SHEET NO.

REVISIONS:

DATE:

ORIGINAL SHEET SIZE = 30 x 42

HALF SIZE  REDUCTIONS = 15 x 21

906 Columbia Street SW, Suite 400

Olympia, Washington  98501

architects

P
LO

T
 D

A
T

E
: 

811 First Avenue, Suite 220

Seattle, Washington  98104

www.KMB-architects.com

360.352.8883

BCE Project No. 222-055 

10
/1

8/
20

2 3
 1

:3
8:

04
 P

M

09.14.2023

100% DESIGN

E-621
LIGHT FIXTURE SCHEDULE

N
EW

 P
O

LI
C

E 
S

TA
TI

O
N

C
IT

Y 
O

F 
LA

C
EY

2
2

2
 C

O
LL

EG
E 

S
TR

EE
T 

S
E,

 L
A

C
EY

, W
A

  9
8

5
0

3

C
IT

Y 
P

R
O

JE
C

T 
N

O
. P

W
 2

0
2

2
-1

3

22022

LIGHT FIXTURE SCHEDULE

SYMBOL DESCRIPTION MFR. MODEL CATALOG # LUMENS

VOLTS LAMP PROPERTIES
INDIVIDUALLY

ADDRESSABLE

INTEGRAL
OCCUPANCY /

PHOTOCELL SENSOR INSTALLATION NOTESW V TYPE TEMP.

AL1A POLE MOUNTED SINGLE HEAD - TYPE 3 LITHONIA DSX1 DSX1-P6-40K-BLC3-MVOLT-RPA-NLTAIR2-PIRH1FC3V-DBLBXD 18492 163 W 277 V LED 4000 K

AL1B POLE MOUNTED SINGLE HEAD - TYPE 5 LITHONIA DSX1 DSX1-P6-40K-T5M-MVOLT-RPA-NLTAIR2-PIRH1FC3V-DBLBXD 19766 163 W 277 V LED 4000 K

AL1C POLE MOUNTED DOUBLE HEAD - TYPE 5 LITHONIA DSX1 DSX1-P6-40K-T3M-MVOLT-RPA-NLTAIR2-PIRH1FC3V-DBLBXD 36984 326 W 277 V LED 4000 K

AL2 PEDESTRIAN LIGHT COLUMN BEGA 88 064 88 064-BLK-4000K 3370 36 W 277 V LED 4000 K

CL1 LINEAR COVE LIGHT ELLIPTIPAR S315 S315-R04G-S-00-M-00-0-835-EL 1885 14 W 277 V LED 3500 K

CL2 RECESSED RESTROOM COVE LIGHT LUMENWERX VIA 3 SEAL V3SEALPERD-EPDO-SW-80-500-35-XX 500 LM/FT <varies> 277 V LED 3500 K 5W, 500 LUMENS PER 1'. FIXTURE SHALL BE 2" SHORTER THAN WALL, REFER TO ARCHITECURAL DIMENSIONS FILOOR PLANS.

EX1 EXIT LIGHT FIXTURE ISOLITE ELT ELT-AC-G-AG-BA <varies> 2 W <varies> LED PROVIDE DIRECTION ARROWS AS INDICATED. PROVIDE UNSWITCHED HOT LEG.

EX2 EXIT LIGHT FIXTURE NEW STAR 620 620-LED-UN-GW N/A 2 W <varies> LED PROVIDE DIRECTION ARROWS AS INDICATED. PROVIDE UNSWITCHED HOT LEG.

EX3 EXIT LIGHT FIXTURE ISOLITE ELT ELT-AC-G-AG-BA-CW 'IN USE' N/A 2 W 277 V LED PROVIDE DIRECTION ARROWS AS INDICATED. PROVIDE UNSWITCHED HOT LEG.

FL1 LED FLOOD LIGHT BEGA 84 504 84 504 2306 32 W 277 V LED 4000 K

FL2 LED WALL LUMINAIRE BEGA 33 341 33 341 <varies> 6 W 277 V LED 3000 K

PL1A 4' PENDANT MOUNT STRIP LIGHT LITHONIA BLWP BLWP-48L-SDS-LP835 4871 40 W 277 V LED 3500 K X X

PL1AE 4' PENDANT MOUNT STRIP LIGHT LITHONIA BLWP BLWP-48L-SDS-LP835 4871 40 W 277 V LED 3500 K X X

PL1B 4' PENDANT MOUNT STRIP LIGHT LITHONIA BLWP BLWP-30L-SDS-LP835 2914 25 W <varies> LED 3500 K X X

PL1BE 4' PENDANT MOUNT STRIP LIGHT LITHONIA BLWP BLWP-30L-SDS-LP835 2914 25 W 277 V LED 3500 K X X

PL1C 4' PENDANT MOUNT STRIP LIGHT LITHONIA BLWP BLWP-60L-SDS-LP835 5965 49 W 277 V LED 3500 K X X

PL1CE 4' PENDANT MOUNT STRIP LIGHT LITHONIA BLWP BLWP-60L-SDS-LP835 5965 49 W 277 V LED 3500 K X X

PL2A 4' PENDANT MOUNT DIRECT/INDIRECT FIXTURE MARK SLOT 4 S4PID-U4-80CRI-35K-600LMF-DBW-I400LMF-ISTD-FLLC 3458 29 W 277 V LED 3500 K X X

PL2AE 4' PENDANT MOUNT DIRECT/INDIRECT FIXTURE MARK SLOT 4 S4PID-U4-80CRI-35K-600LMF-DBW-I400LMF-ISTD-FLLC 3458 29 W 277 V LED 3500 K X X

PL2B 8' PENDANT MOUNT DIRECT/INDIRECT FIXTURE MARK SLOT 4 S4PID-U8-80CRI-35K-600LMF-DBW-I400LMF-ISTD-FLLC 6916 58 W 277 V LED 3500 K X X

PL2BE 8' PENDANT MOUNT DIRECT/INDIRECT FIXTURE MARK SLOT 4 S4PID-U8-80CRI-35K-600LMF-DBW-I400LMF-ISTD-FLLC 6916 58 W 277 V LED 3500 K X X

PL2C 16' PENDANT MOUNT DIRECT/INDIRECT FIXTURE MARK SLOT 4 S4PID-U16-80CRI-35K-600LMF-DBW-I400LMF-ISTD-FLLC 13831 116 W 277 V LED 3500 K X X

PL2CE 16' PENDANT MOUNT DIRECT/INDIRECT FIXTURE MARK SLOT 4 S4PID-U16-80CRI-35K-600LMF-DBW-I400LMF-ISTD-FLLC 13831 116 W 277 V LED 3500 K X X

PL2D 20' PENDANT MOUNT DIRECT/INDIRECT FIXTURE MARK SLOT 4 S4PID-U20-80CRI-35K-600LMF-DBW-I400LMF-ISTD-FLLC 17289 145 W 277 V LED 3500 K X X

PL2DE 20' PENDANT MOUNT DIRECT/INDIRECT FIXTURE MARK SLOT 4 S4PID-U20-80CRI-35K-600LMF-DBW-I400LMF-ISTD-FLLC 17289 145 W 277 V LED 3500 K X X

PL2FE 12' PENDANT MOUNT DIRECT/INDIRECT FIXTURE MARK SLOT 4 S4PID-U12-80CRI-35K-800LMF-DBW-I600LMF-ISTD-FLLC 10373 87 W 277 V LED 3500 K X X

PL2G 22' PENDANT MOUNT DIRECT/INDIRECT FIXTURE MARK SLOT 4 S4PID-U22-80CRI-35K-600LMF-DBW-I400LMF-ISTD-FLLC 19018 160 W 277 V LED 3500 K X X

PL2H 24' PENDANT MOUNT DIRECT/INDIRECT FIXTURE MARK SLOT 4 S4PID-U24-80CRI-35K-600LMF-DBW-I400LMF-ISTD-FLLC 20747 174 W 277 V LED 3500 K X X

PL2HE 24' PENDANT MOUNT DIRECT/INDIRECT FIXTURE MARK SLOT 4 S4PID-U24-80CRI-35K-600LMF-DBW-I400LMF-ISTD-FLLC 20747 174 W 277 V LED 3500 K X X

PL2KE 28' PENDANT MOUNT DIRECT/INDIRECT FIXTURE MARK SLOT 4 S4PID-U28-80CRI-35K-600LMF-DBW-I400LMF-ISTD-FLLC 24205 203 W 277 V LED 3500 K X X

PL2L 26' PENDANT MOUNT DIRECT/INDIRECT FIXTURE MARK SLOT 4 S4PID-U26-80CRI-35K-800LMF-DBW-I600LMF-ISTD-FLLC 22476 189 W 277 V LED 3500 K X X

PL2LE 26' PENDANT MOUNT DIRECT/INDIRECT FIXTURE MARK SLOT 4 S4PID-U26-80CRI-35K-800LMF-DBW-I600LMF-ISTD-FLLC 22476 189 W 277 V LED 3500 K X X

PL2ME 30' PENDANT MOUNT DIRECT/INDIRECT FIXTURE MARK SLOT 4 S4PID-U26-80CRI-35K-800LMF-DBW-I600LMF-ISTD-FLLC 25934 218 W 277 V LED 3500 K X X

PL3 4' PENDANT MOUNT DIRECT/INDIRECT FIXTURE MARK SLOT 4 S4PID-U4-80CRI-35K-1200LMF-DBW-I400LMF-ISTD-FLLC 5430 50 W 277 V LED 3500 K X X

PL3E 4' PENDANT MOUNT DIRECT/INDIRECT FIXTURE MARK SLOT 4 S4PID-U4-80CRI-35K-1200LMF-DBW-I400LMF-ISTD-FLLC 5430 50 W 277 V LED 3500 K X X

PL4 DECORATIVE DIRECT/INDIRECT PENDANT MOUNT FIXTURE METEOR DUO 4 DUO4-30-358-XXX-XXX-60WD-XXX 2576 30 W 277 V LED 3500 K

RL1 RECESSED 2'X2' PANEL MARK WHISPER LED WHSPR-2x2-3300LM-35K-80CRI-SWC <varies> 30 W 277 V LED 3500 K X X

RL1E RECESSED 2'X2' PANEL MARK WHISPER LED WHSPR-2x2-3300LM-35K-80CRI-SWC <varies> 30 W 277 V LED 3500 K X X

RL3 4" RECESSED DOWNLIGHT LITHONIA LDN4 LDN4-35-15-LO4AR-MVOLT-GZ1-NLTAIR2 1572 18 W 277 V LED 3500 K X

RL3E 4" RECESSED DOWNLIGHT LITHONIA LDN4 LDN4-35-15-LO4AR-MVOLT-GZ1-NLTAIR2 1572 18 W 277 V LED 3500 K X

RL4 4" RECESSED DOWNLIGHT LITHONIA LDN4 LDN4-35-10-LO4AR-MVOLT-GZ1-NLTAIR2 <varies> 11 W 277 V LED 3500 K X

RL4E 4" RECESSED DOWNLIGHT LITHONIA LDN4 LDN4-35-10-LO4AR-MVOLT-GZ1-NLTAIR2 1086 11 W 277 V LED 3500 K X

RL5 RECESSED ACCENT LIGHT LUMENWERX VIA 1.5 VIA1.5R-D-WRO-NA-SW-90-500-30-UNV-D1 2000 18 W 277 V LED 3500 K

RL6E RECESSED DIRECT LINEAR FIXTURE LUMENWERX VIA 3 SEAL V3SEALPERD-EPDO-SW-80-500-35-4FT 4000 42 W 277 V LED 3500 K

RL7E RECESSED HIGH SECURITY CONFINEMENT FIXTURE LUMINAIRE LED SUPER MAX RMQ RMQ-Q11-25W-40K-ALS-4ES 2044 25 W 277 V LED 3500 K

RL8 6" RECESSED DOWNLIGHT METEOR REV 6 RS6N-80-358-277-STV-60-WHT-SCA610 8040 80 W 277 V LED 3500 K

RL8E 6" RECESSED DOWNLIGHT METEOR REV 6 RS6N-80-358-277-STV-60-WHT-SCA610 8040 80 W 277 V LED 3500 K

SL1 4' SURFACE MOUNT STRIP LIGHT FIXTURE LITHONIA BLWP BLWP4-40L-SDSM-EZ1-LP835 3964 35 W 277 V LED 3500 K X X

SL1E 4' SURFACE MOUNT STRIP LIGHT FIXTURE LITHONIA BLWP BLWP4-40L-SDSM-EZ1-LP835 3964 35 W 277 V LED 3500 K X X

SL3 4' VANDAL RESISTANT WRAPAROUND FIXTURE LUMINAIRE LED VISION VPF VPF4-4FT-MIN10-40K-MVOLT-OP-WHT 4272 42 W 277 V LED 4000 K

UC1 UNDERCABINET FIXTURE Q TRAN SW-HE24 DRIVER: SW-HE24/3.0-DRY-35
EXTRUSION: WIDE-ST-SST-CL-S1-X'

<varies> <varies> 277 V LED 3500 K 3 W/FT. SEE PLANS FOR FIXTURE RUN LENGTHS.

WL1 DIRECT/INDIRECT WALL MOUNT FIXTURE MARK SLOT 4 S4LWID-4FT-80CRI-35K-1000LMF-I600LMF 6400 54 W 277 V LED 3500 K X X

WL1E DIRECT/INDIRECT WALL MOUNT FIXTURE MARK SLOT 4 S4LWID-4FT-80CRI-35K-1000LMF-I600LMF 6400 54 W 277 V LED 3500 K X X

WL2 RESTROOM VANITY FIXTURE KUZCO VEGA MINOR VL18224-WH 992 17 W 277 V LED 3500 K

WL3 VARIABLE STRIP LIGHT FIXTURE BOCA FLASHER HPNLS-HO HPNLS-HO-5W-3500K-30°-277V-W-W-C 1600 20 W 277 V LED 3500 K

WL4 LED WALL LUMINAIRE BEGA 33 341 33 341 518 6 W 277 V LED 3000 K

WL4E LED WALL LUMINAIRE BEGA 33 341 33 341 518 6 W 277 V LED 3000 K

WL5 LED WALL LUMINAIRE LITHONIA D-SERIES SIZE 1 DSXW1-LED-P6-40K-T3M-MVOLT-RPA-NLTAIR2-PIRH1FC3V-DBLBXD 0 W 277 V LED 3500 K

      UNV  

      UNV  

      UNV  

1. ALL LIGHTING FIXTURES SHALL BE NETWORK COMPATIBLE
2. FIXTURES NOTED ON THE FIXTURE SCHEDULE AS INDIVIDUALLY ADDRESSABLE SHALL BE PROVIDED WITH ALL CONTROLS COMPONENTS NECESSARY TO MEET WSEC C406.4.
3. FIXTURE TYPES LISTED INDICATE THE TYPE, STYLE, CHARACTERISTICS, AND MOUNTING REQUIRED TO FACILITATE THIS DESIGN. OTHER FIXTURE MANUFACTURERS MEETING THE 

LIGHTING FIXTURE CRITERIA ARE ACCEPTABLE UPON APPROVAL BY THE ARCHITECT, OWNER, AND ENGINEER.
4. ELECTRICAL CONTRACTOR SHALL COORDINATE ALL LIGHT FIXTURE FINISH COLORS WITH THE ARCHITECT AND OWNER PRIOR TO ORDERING.
5. ELECTRICAL CONTRACTOR SHALL PROVIDE ALL NECESSARY COMPONENTS AND MOUNTING HARDWARE FOR A COMPLETE SYSTEM. COORDINATE LOCATION OF ALL REMOTE LED 

DRIVES - LOCATION SHALL BE CONCEALED AND READILY ACCESSIBLE.
6. REFER TO FLOORPLAN SHEETS FOR ADDITIONAL MOUNTING HEIGHT DETAILS.
7. EMERGENCY FIXTURES IDENTIFIED WITH HATCHING OR "E" SYMBOL PER THE LEGEND SHALL BE PROVIDED WITH NORMAL CIRCUIT AS INDICATED, WITH UL924 DEVICE, AND CONNECTION 

VIA UNSWITCHED HOT LEG. PROVIDE CONNECTION TO EMERGENCY POWER VIA NEAREST UNSWITCHED EMERGENCY CIRCUIT.

GENERAL NOTES

TESTING SHALL ENSURE THAT CONTROL HARDWARE AND SOFTWARE ARE CALIBRATED, ADJUSTED, PROGRAMMED, AND IN THE PROPER WORKING CONDITION IN MANUFACTURER'S INSTALLATION 
INSTRUCTIONS. WRITTEN PROCEDURES WHICH CLEARLY DESCRIBE THE INDIVIDUAL SYSTEMATIC TEST PROCEDURES, THE EXPECTED SYSTEMS' RESPONSE OR ACCEPTANCE CRITERIA FOR EACH 
PROCEDURE, THE ACTUAL RESPONSE OR FINDINGS, AND ANY PERTINENT DISCUSSION SHALL BE FOLLOWED. AT A MINIMUM, TESTING SHALL AFFIRM OPERATION DURING NORMALLY OCCUPIED 
DAYLIGHT CONDITIONS. THE CONSTRUCTION DOCUMENTS SHALL STATE THE PARTY WHO WILL CONDUCT THE REQUIRED FUNCTIONAL TESTING. ALL TESTING AND DOCUMENTATION SHALL COMPLY 
WITH C408.3 OF THE WASHINGTON STATE ENERGY CODE. FOR OCCUPANT SENSORS, TIME SWITCHES, PROGRAMMABLE SCHEDULE CONTROLS, PHOTO-SENSORS OR DAYLIGHT CONTROLS, THE 
FOLLOWING PROCEDURES SHALL BE PERFORMED:

1. CONFIRM THAT THE PLACEMENT, SENSITIVITY AND TIMEOUT ADJUSTMENTS FOR OCCUPANT SENSORS YIELD ACCEPTABLE PERFORMANCE.
2. CONFIRM THAT THE TIME SWITCHES AND PROGRAMMABLE SCHEDULE CONTROLS ARE PROGRAMMED TO TURN THE LIGHTS OFF.
3. CONFIRM THAT THE PLACEMENT AND SENSITIVITY ADJUSTMENTS FOR PHOTO-SENSOR CONTROLS REDUCE ELECTRIC LIGHT BASED ON THE AMOUNT OF USABLE DAYLIGHT IN THE SPACE AS 

SPECIFIED.

COMMISSIONING REQUIREMENTS FOR THE

LIGHTING CONTROL SYSTEM
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