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LEGAL DESCRIPTION

SURVEY REFERENCES

SCHEDULE B EXCEPTIONS

WASTE CONNECTIONS, LACEY
TOPOGRAPHIC AND BOUNDARY SURVEY

A PORTION OF THE N.E. 1/4 OF THE S.E. 1/4, AND THE NORTH 1/2 OF THE S.E. 1/4,
OF THE S.E. 1/4 OF SECTION 2, TOWNSHIP 18 NORTH, RANGE 1 WEST,

WILLAMETTE MERIDIAN, THURSTON COUNTY, WASHINGTON
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FOUND MONUMENT AS NOTED CALCULATED MONUMENT POSITION FOUND PROPERTY CORNER AS NOTED SET REBAR & CAP LS 44639 SURVEY CONTROL POINT, AS NOTED BOUNDARY LINE LOT LINE SECTION LINE ROAD CENTERLINE CHAIN LINK FENCE WOOD FENCE

AutoCAD SHX Text
WASHINGTON STATE PLANE COORDINATE SYSTEM, SOUTH ZONE, NAD 83/2011 BASED ON GPS OBSERVATION UTILIZING THE WASHINGTON STATE REFERENCE NETWORK (WSRN) MEASURED NORTH 18°45'39" EAST BETWEEN TWO MONUMENTS ALONG HOGUM BAY ROAD NE

AutoCAD SHX Text
NGVD29 BASED ON CONVERSION FROM NAVD88 WHICH WAS ESTABLISHED BY GPS OBSERVATION UTILIZING THE WSRN WITH NGS GEOID2012B LOADED NGS VERTCON UTILITY WAS USED TO DETERMINE THE CONVERSION FACTOR BETWEEN THE TWO DATUMS TO CONVERT TO NAVD88 ADD 3.43 TO ALL ELEVATIONS VALUES

AutoCAD SHX Text
TAX PARCEL NO. 11802410400, 61360000200 ADDRESS: 2910 HOGUM BAY ROAD NE LAND AREA: LOT 2: 87119± SQ. FT., 2.0± ACRESLOT 4: 988423± SQ. FT., 22± ACRES

AutoCAD SHX Text
1. EQUIPMENT USED: TOPCON QS AND/OR CARLSON CR2+ ROBOTIC TOTAL STATION AND EQUIPMENT USED: TOPCON QS AND/OR CARLSON CR2+ ROBOTIC TOTAL STATION AND TOPCON GR3 RTK/GPS 2. THIS SURVEY WAS PERFORMED BY FIELD TRAVERSE WITH THE FINAL RESULTS MEETING OR THIS SURVEY WAS PERFORMED BY FIELD TRAVERSE WITH THE FINAL RESULTS MEETING OR EXCEEDING THE CURRENT TRAVERSE STANDARDS CONTAINED IN W.A.C. 332-130-090.  ALL MEASUREMENTS WERE MADE WITH A TOPCON QS ROBOTIC TOTAL STATION IN ACCORDANCE WITH THE EQUIPMENT MANUFACTURER'S SPECIFICATIONS. 3. IN ACCORDANCE WITH THE REVISED CODE OF WASHINGTON (R.C.W.) 58.09 AND THE IN ACCORDANCE WITH THE REVISED CODE OF WASHINGTON (R.C.W.) 58.09 AND THE WASHINGTON ADMINISTRATIVE CODE (W.A.C.) 332-130, THIS SURVEY MAY DEPICT OCCUPATIONAL INDICATORS THAT DIFFER FROM THE DEEDED LOT LINES.  THESE INDICATORS, IF AT ALL PRESENT, MAY REPRESENT A POTENTIAL FOR CLAIMS OF UNWRITTEN TITLE. THIS SURVEY DOES NOT PURPORT TO RESOLVE SUCH ITEMS. 4. FIELD WORK PERFORMED IN OCTOBER, 2018, UNDER SITTS & HILL JOB NUMBER 17974. FIELD WORK PERFORMED IN OCTOBER, 2018, UNDER SITTS & HILL JOB NUMBER 17974. 5. UTILITIES AS SHOWN HEREON ARE BASED ON FIELD SURVEY OBSERVATION OF UTILITY UTILITIES AS SHOWN HEREON ARE BASED ON FIELD SURVEY OBSERVATION OF UTILITY LOCATE SERVICES PERFORMED BY MOUNTAINVIEW LOCATING SERVICES LLC, IN OCTOBER, 2018 FOR THIS SURVEY.  THE SURVEYOR DOES NOT WARRANT THAT THE UNDERGROUND UTILITIES SHOWN ARE IN THE EXACT LOCATION INDICATED.  THE SURVEYOR DOES CERTIFY THAT THEY ARE SHOWN AS ACCURATELY AS POSSIBLE FROM FIELD SURVEY AND PAINTED UTILITY LOCATE LINES.  COLLECTION AND DEPICTION OF EXISTING SUBSURFACE UTILITY DATA IS CONSISTENT WITH QUALITY LEVEL 'C' OF THE ASCE STANDARD GUIDELINES 38-02. 6. SITTS & HILL ENGINEERS, INC. HAS RELIED UPON TITLE INFORMATION NOTED IN SITTS & HILL ENGINEERS, INC. HAS RELIED UPON TITLE INFORMATION NOTED IN COMMITMENT FOR TITLE INSURANCE PREPARED BY FIRST AMERICAN TITLE INSURANCE COMPANY OF WASHINGTON, COMMITMENT NUMBER 3138441, DATED OCTOBER 12, 2018. IN PREPARATION OF THIS ALTA/NSPS LAND TITLE SURVEY, SITTS AND HILL ENGINEERS, INC. HAS CONDUCTED NO INDEPENDENT TITLE SEARCH NOR IS SITTS AND HILL ENGINEERS, INC. AWARE OF ANY TITLE ISSUES AFFECTING THE SURVEYED PROPERTY OTHER THAN THOSE SHOWN ON THE MAP AND/OR DISCLOSED BY SAID TITLE COMPANY'S ORDER.  SITTS & HILL ENGINEERS, INC. HAS RELIED WHOLLY ON SAID TITLE COMPANY'S REPORT AND THEREFORE QUALIFIES THE MAP'S ACCURACY AND COMPLETENESS TO THAT EXTENT. 7. THIS SURVEY COMPLIES WITH W.A.C. 332-130-145.  THE CONTOURS DEPICTED HEREON THIS SURVEY COMPLIES WITH W.A.C. 332-130-145.  THE CONTOURS DEPICTED HEREON ARE BASED ON DATA FROM DIRECT FIELD MEASUREMENTS AND MEET NATIONAL MAP ACCURACY STANDARDS.  SPOT ELEVATIONS ARE BASED ON DIRECT FIELD MEASUREMENTS AND ARE DEPICTED FOR REFERENCE. 8. THE PURPOSE OF THIS TOPOGRAPHIC SURVEY MAP IS TO SERVE AS A BASE MAP FOR THE PURPOSE OF THIS TOPOGRAPHIC SURVEY MAP IS TO SERVE AS A BASE MAP FOR CONTEMPLATED SITE IMPROVEMENTS AND DESIGN. 9. SHEETS SV1.00 & SV1.01 ARE FROM A BOUNDARY AND TOPOGRAPHIC SURVEY COMPLETED SHEETS SV1.00 & SV1.01 ARE FROM A BOUNDARY AND TOPOGRAPHIC SURVEY COMPLETED IN 2018 FOR THE ENTIRETY OF THE SUBJECT SITE.  ADDITIONAL BOUNDARY, TOPOGRAPHIC AND TITLE DATA EXISTS BEYOND THE EXTENTS ILLUSTRATED ON SHEET SV1.01, AND THE CONTENT IS BASED ON THE EXISTING CONDITIONS AT THE TIME OF SURVEY.  THE PROJECT LIMITS HAVE NOT BEEN RE-SURVEYED OR VERIFIED ON THE GROUND BY SITTS & HILL IN 2024.
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THE LAND IN THE COUNTY OF THURSTON, STATE OF WASHINGTON, DESCRIBED AS FOLLOWS: PARCEL "A": LOT 2 OF MARTIN INDUSTRIAL PARK, ACCORDING TO PLAT RECORDED IN VOLUME 22 OF PLATS AT PAGE(S) 101 AND 102, IN THURSTON COUNTY, WASHINGTON. PARCEL "B": PARCEL 4 OF THURSTON COUNTY SHORT SUBDIVISION NO. SS-1765, ACCORDING TO SURVEY RECORDED JULY 16, 1982 UNDER RECORDING NO. 8207160007, IN THURSTON COUNTY, WASHINGTON. APN(S).: 11802410400 AND 61360000200
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1. A.F.N. 8207160007, VOLUME 17, PAGE 498.  THURSTON COUNTY SHORT A.F.N. 8207160007, VOLUME 17, PAGE 498.  THURSTON COUNTY SHORT PLAT NO. SS-1765. 2. A.F.N. 8504150002, VOLUME 22, PAGE 102.  MARTIN INDUSTRIAL PARK. A.F.N. 8504150002, VOLUME 22, PAGE 102.  MARTIN INDUSTRIAL PARK. 3. A.F.N. 3233982, BRACY & THOMAS SURVEY A.F.N. 3233982, BRACY & THOMAS SURVEY 4. KPG CONSTRUCTION PLANS, PACIFIC DISPOSAL RELOCATION, DECEMBER 1999 KPG CONSTRUCTION PLANS, PACIFIC DISPOSAL RELOCATION, DECEMBER 1999 
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EXCEPTION  NUMBER AFN    DESCRIPTION          AFN    DESCRIPTION            DESCRIPTION          1  N/A NOTE REGARDING UNRECORDED LEASEHOLDS. N/A NOTE REGARDING UNRECORDED LEASEHOLDS. NOTE REGARDING UNRECORDED LEASEHOLDS. 2  707085 RIGHT TO MAKE NECESSARY SLOPES FOR CUTS OR FILLS UPON SAID 707085 RIGHT TO MAKE NECESSARY SLOPES FOR CUTS OR FILLS UPON SAID RIGHT TO MAKE NECESSARY SLOPES FOR CUTS OR FILLS UPON SAID PREMISES AS GRANTED BY DEED RECORDED NOVEMBER 20, 1964. 3  8204230123 WELLSITE COVENANTS AND RESTRICTIONS, RECORDED APRIL 23, 1982. 8204230123 WELLSITE COVENANTS AND RESTRICTIONS, RECORDED APRIL 23, 1982. WELLSITE COVENANTS AND RESTRICTIONS, RECORDED APRIL 23, 1982. 4  8207160007 TERMS, COVENANTS, CONDITIONS, RESTRICTIONS, EASEMENTS, BOUNDARY 8207160007 TERMS, COVENANTS, CONDITIONS, RESTRICTIONS, EASEMENTS, BOUNDARY TERMS, COVENANTS, CONDITIONS, RESTRICTIONS, EASEMENTS, BOUNDARY DISCREPANCIES AND ENCROACHMENTS AS CONTAINED IN RECORDED DECLARATION OF SHORT SUBDIVISION AND COVENANTS: RECORDED JULY 16, 1982. 5  N/A RESTRICTIONS, CONDITIONS, DEDICATIONS, NOTES, EASEMENTS AND N/A RESTRICTIONS, CONDITIONS, DEDICATIONS, NOTES, EASEMENTS AND RESTRICTIONS, CONDITIONS, DEDICATIONS, NOTES, EASEMENTS AND PROVISIONS, IF ANY, CONTAINED AND/OR DELINEATED ON THE FACE OF SHORT PLAT RECORDED UNDER RECORDING NO. 8207160007, IN THURSTON COUNTY, WASHINGTON. 6  8210120006 EASEMENT IN FAVOR OF PUGET SOUND POWER & LIGHT COMPANY, A 8210120006 EASEMENT IN FAVOR OF PUGET SOUND POWER & LIGHT COMPANY, A EASEMENT IN FAVOR OF PUGET SOUND POWER & LIGHT COMPANY, A WASHINGTON CORPORATION; FOR ELECTRIC TRANSMISSION AND/OR DISTRIBUTION SYSTEM.  RECORDED OCTOBER 12, 1982. 7  N/A RESTRICTIONS, CONDITIONS, DEDICATIONS, NOTES, EASEMENTS AND N/A RESTRICTIONS, CONDITIONS, DEDICATIONS, NOTES, EASEMENTS AND RESTRICTIONS, CONDITIONS, DEDICATIONS, NOTES, EASEMENTS AND PROVISIONS, IF ANY, CONTAINED AND/OR DELINEATED ON THE FACE OF THE PLAT RECORDED IN VOLUME 22 OF PLATS AT PAGE(S) 101 AND 102, IN THURSTON COUNTY, WASHINGTON. 8  8507250094 EASEMENT IN FAVOR OF PUGET SOUND POWER & LIGHT COMPANY, A 8507250094 EASEMENT IN FAVOR OF PUGET SOUND POWER & LIGHT COMPANY, A EASEMENT IN FAVOR OF PUGET SOUND POWER & LIGHT COMPANY, A WASHINGTON CORPORATION; FOR UNDERGROUND ELECTRIC TRANSMISSION AND/OR DISTRIBUTION SYSTEM.  RECORDED JULY 25, 1985. 9  3233985 CONDITIONS, NOTES, EASEMENTS, PROVISIONS AND ENCROACHMENTS 3233985 CONDITIONS, NOTES, EASEMENTS, PROVISIONS AND ENCROACHMENTS CONDITIONS, NOTES, EASEMENTS, PROVISIONS AND ENCROACHMENTS CONTAINED AND/OR DELINEATED ON THE FACE OF THE SURVEY RECORDED UNDER RECORDING NO. 3233982, IN THURSTON COUNTY, WASHINGTON 10  3347341 EASEMENT IN FAVOR OF: CITY OF LACEY, A MUNICIPAL CORPORATION; 3347341 EASEMENT IN FAVOR OF: CITY OF LACEY, A MUNICIPAL CORPORATION; EASEMENT IN FAVOR OF: CITY OF LACEY, A MUNICIPAL CORPORATION; FOR UTILITIES. RECORDED APRIL 20, 2001. 11  3351789 EASEMENT IN FAVOR OF: CITY OF LACEY, A MUNICIPAL CORPORATION; 3351789 EASEMENT IN FAVOR OF: CITY OF LACEY, A MUNICIPAL CORPORATION; EASEMENT IN FAVOR OF: CITY OF LACEY, A MUNICIPAL CORPORATION; FOR UTILITIES.  RECORDED MAY 08, 2001. 12  3399458 EASEMENT IN FAVOR OF: CITY OF LACEY, A MUNICIPAL CORPORATION; 3399458 EASEMENT IN FAVOR OF: CITY OF LACEY, A MUNICIPAL CORPORATION; EASEMENT IN FAVOR OF: CITY OF LACEY, A MUNICIPAL CORPORATION; FOR UTILITIES.  RECORDED DECEMBER 18, 2001.
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CONSTRUCTION SWPPP NOTES

AutoCAD SHX Text
CITY OF LACEY STANDARD

AutoCAD SHX Text
1. SITE INSPECTIONS SHALL BE CONDUCTED BY A PERSON WHO IS KNOWLEDGEABLE IN THE PRINCIPLES AND SITE INSPECTIONS SHALL BE CONDUCTED BY A PERSON WHO IS KNOWLEDGEABLE IN THE PRINCIPLES AND PRACTICES OF EROSION AND SEDIMENT CONTROL. FOR PROJECT SITES THAT THAT REQUIRE A CONSTRUCTION SWPPP, A CERTIFIED EROSION AND SEDIMENT CONTROL LEAD (CESCL) SHALL BE IDENTIFIED IN THE CONSTRUCTION SWPPP AND SHALL BE ON SITE OR ON CALL AT ALL TIMES.  2. APPROVAL OF THE CONSTRUCTION SWPPP DOES NOT CONSTITUTE AN APPROVAL OF PERMANENT ROAD OR APPROVAL OF THE CONSTRUCTION SWPPP DOES NOT CONSTITUTE AN APPROVAL OF PERMANENT ROAD OR DRAINAGE DESIGN (E.G. SIZE AND LOCATION OF ROADS, PIPES, RESTRICTORS, CHANNELS, RETENTION/DETENTION/INFILTRATION FACILITIES, UTILITIES, ETC.).  3. THE IMPLEMENTATION OF THE CONSTRUCTION SWPPP AND THE CONSTRUCTION, MAINTENANCE, REPLACEMENT, AND THE IMPLEMENTATION OF THE CONSTRUCTION SWPPP AND THE CONSTRUCTION, MAINTENANCE, REPLACEMENT, AND UPGRADING OF THESE CONSTRUCTION SWPPP FACILITIES IS THE RESPONSIBILITY OF THE APPLICANT/CONTRACTOR UNTIL ALL CONSTRUCTION IS COMPLETED AND APPROVED AND VEGETATION/LANDSCAPING IS ESTABLISHED.  4. THE CLEARING LIMIT BOUNDARIES SHOWN ON THIS PLAN SHALL BE CLEARLY FLAGGED IN THE FIELD PRIOR TO THE CLEARING LIMIT BOUNDARIES SHOWN ON THIS PLAN SHALL BE CLEARLY FLAGGED IN THE FIELD PRIOR TO CONSTRUCTION. DURING THE CONSTRUCTION PERIOD, NO DISTURBANCE BEYOND THE FLAGGED CLEARING LIMITS SHALL BE PERMITTED. THE FLAGGING SHALL BE MAINTAINED BY THE APPLICANT/CONTRACTOR FOR THE DURATION OF CONSTRUCTION.  5. THE CONSTRUCTION SWPPP FACILITIES SHOWN ON THIS PLAN MUST BE CONSTRUCTED IN CONJUNCTION WITH ALL THE CONSTRUCTION SWPPP FACILITIES SHOWN ON THIS PLAN MUST BE CONSTRUCTED IN CONJUNCTION WITH ALL CLEARING AND GRADING ACTIVITIES, AND IN SUCH A MANNER AS TO ENSURE THAT SEDIMENT AND SEDIMENT-LADEN WATER DO NOT ENTER THE DRAINAGE SYSTEM, ROADWAYS, OR VIOLATE APPLICABLE STANDARDS FOR SURFACE WATER QUALITY, GROUNDWATER QUALITY, OR SEDIMENT QUALITY.  6. THE CONSTRUCTION SWPPP FACILITIES SHOWN ON THIS PLAN ARE THE MINIMUM REQUIREMENTS FOR ANTICIPATED THE CONSTRUCTION SWPPP FACILITIES SHOWN ON THIS PLAN ARE THE MINIMUM REQUIREMENTS FOR ANTICIPATED SITE CONDITIONS. DURING THE CONSTRUCTION PERIOD, THESE CONSTRUCTION SWPPP FACILITIES SHALL BE UPGRADED AS NEEDED FOR UNEXPECTED STORM EVENTS AND TO ENSURE THAT SEDIMENT AND SEDIMENT-LADEN WATER DO NOT LEAVE THE SITE DURING THE COURSE OF CONSTRUCTION, INCLUDING CONSTRUCTION ON INDIVIDUAL LOTS.  7. THE CONSTRUCTION SWPPP FACILITIES ON ACTIVE SITES SHALL BE INSPECTED DAILY BY THE THE CONSTRUCTION SWPPP FACILITIES ON ACTIVE SITES SHALL BE INSPECTED DAILY BY THE APPLICANT/CONTRACTOR. THE FACILITIES SHALL BE MAINTAINED, REPAIRED, OR AUGMENTED AS NECESSARY TO ENSURE THEIR CONTINUED FUNCTION.  8. THE CONSTRUCTION SWPPP FACILITIES ON INACTIVE SITES SHALL BE INSPECTED AT LEAST MONTHLY AND WITHIN THE CONSTRUCTION SWPPP FACILITIES ON INACTIVE SITES SHALL BE INSPECTED AT LEAST MONTHLY AND WITHIN 48 HOURS FOLLOWING A MAJOR STORM EVENT (  1” RAINFALL IN 24 HOURS) BY THE APPLICANT/CONTRACTOR.  1” RAINFALL IN 24 HOURS) BY THE APPLICANT/CONTRACTOR. 1” RAINFALL IN 24 HOURS) BY THE APPLICANT/CONTRACTOR.  RAINFALL IN 24 HOURS) BY THE APPLICANT/CONTRACTOR. THE FACILITIES SHALL BE MAINTAINED, REPAIRED, OR AUGMENTED AS NECESSARY TO ENSURE THEIR CONTINUED FUNCTION.  9. STORM DRAIN INLETS OPERABLE DURING CONSTRUCTION SHALL BE PROTECTED SO THAT STORMWATER RUNOFF STORM DRAIN INLETS OPERABLE DURING CONSTRUCTION SHALL BE PROTECTED SO THAT STORMWATER RUNOFF DOES NOT ENTER THE CONVEYANCE SYSTEM WITHOUT FIRST BEING FILTERED OR TREATED TO REMOVE SEDIMENT. AT NO TIME SHALL MORE THAN 1 FOOT OR 1/3 OF THE BMP VOLUME (WHICHEVER IS LESS) OF SEDIMENT BE ALLOWED TO ACCUMULATE WITHIN A STORM DRAIN INLET PROTECTION BMP. ALL CATCH BASINS AND CONVEYANCE LINES SHALL BE CLEANED AS PART OF PROJECT COMPLETION AND ACCEPTANCE. THE CLEANING OPERATION SHALL NOT FLUSH SEDIMENT-LADEN WATER INTO THE DOWNSTREAM SYSTEM.  10. STABILIZED CONSTRUCTION ENTRANCES SHALL BE INSTALLED AT THE BEGINNING OF CONSTRUCTION AND STABILIZED CONSTRUCTION ENTRANCES SHALL BE INSTALLED AT THE BEGINNING OF CONSTRUCTION AND MAINTAINED FOR THE DURATION OF THE PROJECT. ADDITIONAL MEASURES MAY BE REQUIRED TO ENSURE THAT ALL PAVED AREAS ARE KEPT CLEAN FOR THE DURATION OF THE PROJECT.  11. ROADS SHALL BE INSPECTED DAILY AND CLEANED THOROUGHLY AS NEEDED TO PROTECT DOWNSTREAM WATER ROADS SHALL BE INSPECTED DAILY AND CLEANED THOROUGHLY AS NEEDED TO PROTECT DOWNSTREAM WATER RESOURCES OR STORMWATER INFRASTRUCTURE. SEDIMENT SHALL BE REMOVED FROM ROADS BY SHOVELING OR PICKUP SWEEPING AND SHALL BE TRANSPORTED TO A CONTROLLED SEDIMENT DISPOSAL AREA.  12. FROM OCTOBER 1 THROUGH APRIL 30, NO SOILS SHALL REMAIN EXPOSED AND UNWORKED FOR MORE THAN 2 FROM OCTOBER 1 THROUGH APRIL 30, NO SOILS SHALL REMAIN EXPOSED AND UNWORKED FOR MORE THAN 2 DAYS. FROM MAY 1 TO SEPTEMBER 30, NO SOILS SHALL REMAIN EXPOSED AND UNWORKED FOR MORE THAN 7 DAYS. SOILS SHALL BE STABILIZED AT THE END OF THE SHIFT BEFORE A HOLIDAY OR WEEKEND IF NEEDED BASED ON THE WEATHER FORECAST. LINEAR CONSTRUCTION ACTIVITIES, SUCH AS RIGHT-OF-WAY AND EASEMENT CLEARING, ROADWAY DEVELOPMENT, PIPELINES, AND TRENCHING FOR UTILITIES, SHALL COMPLY WITH THESE REQUIREMENTS. THESE STABILIZATION REQUIREMENTS APPLY TO ALL SOILS ON SITE, WHETHER AT FINAL GRADE OR NOT. THE CITY OF LACEY MAY DECREASE THESE TIME LIMITS IF IT CAN BE SHOWN THAT A DEVELOPMENT SITE’S EROSION OR RUNOFF POTENTIAL JUSTIFIES A DIFFERENT STANDARD.  S EROSION OR RUNOFF POTENTIAL JUSTIFIES A DIFFERENT STANDARD.  13. CONTACT THE CITY FOR APPROVAL PRIOR TO ALL CLEARING, GRADING, AND OTHER SOIL-DISTURBING ACTIVITIES CONTACT THE CITY FOR APPROVAL PRIOR TO ALL CLEARING, GRADING, AND OTHER SOIL-DISTURBING ACTIVITIES THAT OCCUR BETWEEN OCTOBER 1 AND APRIL 30. SUCH WORK SHALL ONLY BE PERMITTED IF SHOWN TO THE SATISFACTION OF THE CITY THAT THE TRANSPORT OF SEDIMENT FROM THE CONSTRUCTION SITE TO RECEIVING WATERS WILL BE PREVENTED. THE CITY MAY REQUIRE SUPPLEMENTAL SWPPP DOCUMENTATION FOR WET SEASON WORK.   14. SOIL STOCKPILES MUST BE STABILIZED AND PROTECTED FROM EROSION.  SOIL STOCKPILES MUST BE STABILIZED AND PROTECTED FROM EROSION.  15. HANDLE AND DISPOSE OF ALL POLLUTANTS, INCLUDING WASTE MATERIALS AND DEMOLITION DEBRIS THAT OCCUR HANDLE AND DISPOSE OF ALL POLLUTANTS, INCLUDING WASTE MATERIALS AND DEMOLITION DEBRIS THAT OCCUR ON SITE IN A MANNER THAT DOES NOT CAUSE CONTAMINATION OF STORMWATER. WOODY DEBRIS MAY BE CHOPPED AND SPREAD ON  16. USE SPILL PREVENTION MEASURES, SUCH AS DRIP PANS, WHEN CONDUCTING MAINTENANCE AND REPAIR OF USE SPILL PREVENTION MEASURES, SUCH AS DRIP PANS, WHEN CONDUCTING MAINTENANCE AND REPAIR OF VEHICLES AND EQUIPMENT.  17. REPORT SPILLS MONDAY THROUGH FRIDAY, 7:00 A.M. TO 3:30 P.M. (360) 491-5644. AFTER HOURS, YOU CAN REPORT SPILLS MONDAY THROUGH FRIDAY, 7:00 A.M. TO 3:30 P.M. (360) 491-5644. AFTER HOURS, YOU CAN LEAVE A VOICEMAIL AT THE NUMBER ABOVE, OR SELECT THE OPTION TO BE CONNECTED TO THURSTON COUNTY CENTRAL DISPATCH, WHO WILL NOTIFY THE CITY’S STAND-BY SPILL RESPONSE STAFF.  S STAND-BY SPILL RESPONSE STAFF.  
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1. ALL APPROVALS AND PERMITS REQUIRED BY THE CITY OF LACEY SHALL BE OBTAINED BY THE CONTRACTOR ALL APPROVALS AND PERMITS REQUIRED BY THE CITY OF LACEY SHALL BE OBTAINED BY THE CONTRACTOR PRIOR TO THE START OF CONSTRUCTION. A GRADING PERMIT FOR STORM POND CONSTRUCTION MAY BE REQUIRED.  2. STORM DRAIN PIPE MATERIAL SHALL BE ON THE WSDOT QUALIFIED PRODUCTS LIST FOR THE SPECIFICATION LISTED STORM DRAIN PIPE MATERIAL SHALL BE ON THE WSDOT QUALIFIED PRODUCTS LIST FOR THE SPECIFICATION LISTED BELOW AND APPROVED BY THE CITY PRIOR TO INSTALLATION:   2.1. PLAIN CONCRETE STORM SEWER PIPE OR REINFORCED CONCRETE STORM SEWER PIPE PER WSDOT STANDARD PLAIN CONCRETE STORM SEWER PIPE OR REINFORCED CONCRETE STORM SEWER PIPE PER WSDOT STANDARD SPECIFICATION 9-05.7.  2.2. SOLID WALL PVC STORM SEWER PIPE PER WSDOT STANDARD SPECIFICATION 9-05.12(1).   SOLID WALL PVC STORM SEWER PIPE PER WSDOT STANDARD SPECIFICATION 9-05.12(1).   2.3. DUCTILE IRON SEWER PIPE PER WSDOT STANDARD SPECIFICATION 9-05.13.  DUCTILE IRON SEWER PIPE PER WSDOT STANDARD SPECIFICATION 9-05.13.  2.4. HANCOR BLUE SEAL   AND ADVANCED DRAINAGE SYSTEMS (ADS/HANCOR) N-12 HDPE AND (ADS/HANCOR) HANCOR BLUE SEAL   AND ADVANCED DRAINAGE SYSTEMS (ADS/HANCOR) N-12 HDPE AND (ADS/HANCOR) AND ADVANCED DRAINAGE SYSTEMS (ADS/HANCOR) N-12 HDPE AND (ADS/HANCOR) SANITITE UP TO 36 INCH IN DIAMETER PER WSDOT STANDARD SPECIFICATIONS 9-05.20 AND 9-05.24.  2.5. ADVANCE DRAINAGE SYSTEMS (ADS) CORRUGATED POLYPROPYLENE PIPE (CPEP) FROM 42” TO 60” IN ADVANCE DRAINAGE SYSTEMS (ADS) CORRUGATED POLYPROPYLENE PIPE (CPEP) FROM 42” TO 60” IN TO 60” IN IN DIAMETER PER WSDOT 9-05.24 (1) FOR USE NOT IN RIGHT OF WAY.  2.6. CONTECH DUROMAXX STEEL RIB REINFORCED POLYETHYLENE PIPE, IN DIAMETERS FROM 24 INCH TO 60 INCH CONTECH DUROMAXX STEEL RIB REINFORCED POLYETHYLENE PIPE, IN DIAMETERS FROM 24 INCH TO 60 INCH PER WSDOT STANDARD SPECIFICATION 9-05.22.   3. ALL STORM DRAINAGE SYSTEMS SHALL BE TESTED PER WSDOT STANDARD SPECIFICATION SECTION 7-04.3. ALL STORM DRAINAGE SYSTEMS SHALL BE TESTED PER WSDOT STANDARD SPECIFICATION SECTION 7-04.3. TESTING SHALL BE DONE BY THE CONTRACTOR.  4. TESTING OF THE STORM SEWER SHALL INCLUDE VIDEO RECORDING OF THE MAIN BY THE CONTRACTOR. TESTING OF THE STORM SEWER SHALL INCLUDE VIDEO RECORDING OF THE MAIN BY THE CONTRACTOR. IMMEDIATELY PRIOR TO VIDEO RECORDING, ENOUGH WATER SHALL BE RUN DOWN THE LINE SO IT COMES OUT THE LOWER CATCH BASIN. A COPY OF THE VIDEO RECORDING SHALL BE SUBMITTED TO THE CITY OF LACEY. ACCEPTANCE OF THE LINE WILL NOT BE MADE UNTIL AFTER THE RECORDING HAS BEEN REVIEWED AND APPROVED BY THE CITY. TESTING SHALL TAKE PLACE AFTER ALL UNDERGROUND UTILITIES ARE INSTALLED AND COMPACTION OF THE ROADWAY SUBGRADE IS COMPLETE.  5. SPECIAL STRUCTURES, OIL/WATER SEPARATORS, AND OUTLET CONTROLS SHALL BE INSTALLED PER PLANS AND SPECIAL STRUCTURES, OIL/WATER SEPARATORS, AND OUTLET CONTROLS SHALL BE INSTALLED PER PLANS AND MANUFACTURERS' RECOMMENDATIONS.  WHERE OIL/WATER SEPARATORS ARE CONNECTED TO A SEWER SYSTEM, THEY SHALL BE INSTALLED WITH A P-TRAP OR CHECK VALVE TO PREVENT ODORS. 6. ALL DISTURBED AREAS SHALL BE STABILIZED IN ACCORDANCE WITH CORE REQUIREMENT 2 OF THE CURRENT CITY ALL DISTURBED AREAS SHALL BE STABILIZED IN ACCORDANCE WITH CORE REQUIREMENT 2 OF THE CURRENT CITY OF LACEY STORMWATER DESIGN MANUAL. FOR SITES WHERE VEGETATION HAS BEEN PLANTED THROUGH HYDROSEEDING, THE FINANCIAL GUARANTEE WILL NOT BE RELEASED UNTIL THE VEGETATION HAS BEEN THOROUGHLY ESTABLISHED.  7. WHERE CONNECTIONS REQUIRE "FIELD VERIFICATIONS", CONNECTION POINTS WILL BE EXPOSED BY CONTRACTOR WHERE CONNECTIONS REQUIRE "FIELD VERIFICATIONS", CONNECTION POINTS WILL BE EXPOSED BY CONTRACTOR AND FITTINGS VERIFIED 48 HOURS PRIOR TO DISTRIBUTING SHUT-DOWN NOTICES.  8. ALL CATCH BASINS/MANHOLES SHALL HAVE PADS PER LACEY STANDARD DETAIL.  ALL CATCH BASINS/MANHOLES SHALL HAVE PADS PER LACEY STANDARD DETAIL.  9. ANY CHANGES TO THE DESIGN SHALL FIRST BE REVIEWED AND APPROVED IN WRITING BY THE PROJECT ENGINEER ANY CHANGES TO THE DESIGN SHALL FIRST BE REVIEWED AND APPROVED IN WRITING BY THE PROJECT ENGINEER AND THE CITY OF LACEY.  10. ALL STORM PIPE SHALL BE A MINIMUM OF 12-INCH DIAMETER FOR MAINS AND 8-INCH DIAMETER FOR LATERALS ALL STORM PIPE SHALL BE A MINIMUM OF 12-INCH DIAMETER FOR MAINS AND 8-INCH DIAMETER FOR LATERALS CROSSINGS.  WHEN PRIVATE STORMWATER (I.E. ROOF, LOT, OR FOOTING DRAINS) CANNOT BE INFILTRATED ON INDIVIDUAL LOTS, THE MINIMUM STANDARD PIPING CONNECTION TO THE PUBLIC SYSTEM SHALL BE 8-INCH PVC.  THE 8-INCH MAIN USED FOR CONNECTION SHALL BEGIN AT THE RIGHT-OF-WAY.THE CONNECTION TO THE CATCH BASIN OR MANHOLE SHALL BE CORED.  11. ALL STORM MAINS AND STORMWATER TREATMENT AND/OR FLOW CONTROL BMPS/FACILITIES AREAS SHALL BE ALL STORM MAINS AND STORMWATER TREATMENT AND/OR FLOW CONTROL BMPS/FACILITIES AREAS SHALL BE STAKED FOR GRADE AND ALIGNMENT BY AN ENGINEERING OR SURVEY FIRM LICENSED TO PERFORM SUCH WORK.  12. THE MINIMUM STAKING OF STORM SEWER SYSTEMS SHALL BE AS FOLLOWS:  THE MINIMUM STAKING OF STORM SEWER SYSTEMS SHALL BE AS FOLLOWS:  12.1. STAKE LOCATION OF ALL CATCH BASINS, MANHOLES, AND OTHER FIXTURES FOR GRADE AND ALIGNMENT.  STAKE LOCATION OF ALL CATCH BASINS, MANHOLES, AND OTHER FIXTURES FOR GRADE AND ALIGNMENT.  12.2. STAKE LOCATION, SIZE, AND DEPTH OF STORMWATER TREATMENT AND/OR FLOW CONTROL BMPS/FACILITIES.  STAKE LOCATION, SIZE, AND DEPTH OF STORMWATER TREATMENT AND/OR FLOW CONTROL BMPS/FACILITIES.  12.3. STAKE FINISHED GRADE OF ALL STORMWATER FEATURES, INCLUDING BUT NOT LIMITED TO CATCH STAKE FINISHED GRADE OF ALL STORMWATER FEATURES, INCLUDING BUT NOT LIMITED TO CATCH BASIN/MANHOLE RIM ELEVATIONS, OVERFLOW STRUCTURES, WEIRS, AND INVERT ELEVATIONS OF ALL PIPES IN CATCH BASINS, MANHOLES, AND PIPES THAT DAYLIGHT.  13. PIPE SIZE, SLOPE, COVER, ETC., SHALL BE AS SPECIFIED IN THE CITY OF LACEY DEVELOPMENT GUIDELINES AND PIPE SIZE, SLOPE, COVER, ETC., SHALL BE AS SPECIFIED IN THE CITY OF LACEY DEVELOPMENT GUIDELINES AND PUBLIC WORKS STANDARDS.  14. ALL DRIVEWAY CULVERTS SHALL BE OF SUFFICIENT LENGTH TO PROVIDE A MINIMUM 3:1 SLOPE FROM THE EDGE ALL DRIVEWAY CULVERTS SHALL BE OF SUFFICIENT LENGTH TO PROVIDE A MINIMUM 3:1 SLOPE FROM THE EDGE OF THE DRIVEWAY TO THE BOTTOM OF THE DITCH AT THE CULVERT END. CULVERTS SHALL HAVE BEVELED END SECTIONS TO MATCH THE SIDE SLOPE.  15. IF DRAINAGE OUTLETS (STUB-OUTS) ARE TO BE PROVIDED FOR EACH INDIVIDUAL LOT, THE STUB-OUTS SHALL IF DRAINAGE OUTLETS (STUB-OUTS) ARE TO BE PROVIDED FOR EACH INDIVIDUAL LOT, THE STUB-OUTS SHALL CONFORM TO THE FOLLOWING:  15.1. EACH OUTLET SHALL BE SUITABLY LOCATED AT THE LOWEST ELEVATION ON THE LOT, SO AS TO SERVICE EACH OUTLET SHALL BE SUITABLY LOCATED AT THE LOWEST ELEVATION ON THE LOT, SO AS TO SERVICE ALL FUTURE ROOF DOWNSPOUTS, FOOTING DRAINS, DRIVEWAYS, YARD DRAINS, AND ANY OTHER SURFACE OR SUBSURFACE DRAINS NECESSARY TO RENDER THE LOTS SUITABLE FOR THEIR INTENDED USE. EACH OUTLET SHALL HAVE FREE-FLOWING, POSITIVE DRAINAGE TO AN APPROVED STORM WATER CONVEYANCE SYSTEM OR TO AN APPROVED OUTFALL LOCATION.  15.2. OUTLETS ON EACH LOT SHALL BE LOCATED WITH A FIVE-FOOT-HIGH, 2-INCH BY 4-INCH STAKE MARKED OUTLETS ON EACH LOT SHALL BE LOCATED WITH A FIVE-FOOT-HIGH, 2-INCH BY 4-INCH STAKE MARKED "STORM" OR "DRAIN."  THE STUB-OUT SHALL VISIBLY EXTEND ABOVE SURFACE LEVEL AND BE SECURED TO THE STAKE.  15.3. DRAINAGE EASEMENTS ARE REQUIRED FOR DRAINAGE SYSTEMS DESIGNED TO CONVEY FLOWS THROUGH DRAINAGE EASEMENTS ARE REQUIRED FOR DRAINAGE SYSTEMS DESIGNED TO CONVEY FLOWS THROUGH INDIVIDUAL LOTS.  15.4. THE DEVELOPER AND/OR CONTRACTOR IS RESPONSIBLE FOR COORDINATING THE LOCATIONS OF ALL THE DEVELOPER AND/OR CONTRACTOR IS RESPONSIBLE FOR COORDINATING THE LOCATIONS OF ALL STUB-OUT CONVEYANCE LINES WITH RESPECT TO THE UTILITIES (E.G., POWER, GAS, TELEPHONE, TELEVISION).  15.5. ALL INDIVIDUAL STUB-OUTS SHALL BE PRIVATELY OWNED AND MAINTAINED BY THE LOT HOME OWNER.  ALL INDIVIDUAL STUB-OUTS SHALL BE PRIVATELY OWNED AND MAINTAINED BY THE LOT HOME OWNER.  16. THE STORM DRAINAGE SYSTEM SHALL BE CONSTRUCTED ACCORDING TO APPROVED PLANS ON FILE WITH THE THE STORM DRAINAGE SYSTEM SHALL BE CONSTRUCTED ACCORDING TO APPROVED PLANS ON FILE WITH THE CITY.  ANY MATERIAL DEVIATION FROM THE APPROVED PLANS WILL REQUIRE WRITTEN APPROVAL FROM THE CITY AND SHALL BE CORRECTED IN THE AS-BUILT DRAWINGS.  17. ALL AREAS SUBJECT TO CLEARING AND GRADING THAT HAVE NOT BEEN COVERED BY IMPERVIOUS SURFACE, ALL AREAS SUBJECT TO CLEARING AND GRADING THAT HAVE NOT BEEN COVERED BY IMPERVIOUS SURFACE, INCORPORATED INTO A DRAINAGE FACILITY, OR ENGINEERED AS STRUCTURAL FILL OR SLOPE SHALL BE AMENDED IN ACCORDANCE WITH THE CURRENT CITY OF LACEY STORMWATER DESIGN MANUAL AND THEN SEEDED, PLANTED, AND MULCHED OR SIMILARLY STABILIZED AFTER CONSTRUCTION TO THE SATISFACTION OF THE CITY.  FOR SITES WHERE GRASS HAS BEEN PLANTED THROUGH HYDROSEEDING, THE PERFORMANCE BOND WILL NOT BE RELEASED UNTIL THE GRASS HAS BEEN THOROUGHLY ESTABLISHED, UNLESS OTHERWISE APPROVED BY THE CITY.  18. ALL EROSION CONTROL AND STORMWATER FACILITIES SHALL BE REGULARLY INSPECTED AND MAINTAINED BY THE ALL EROSION CONTROL AND STORMWATER FACILITIES SHALL BE REGULARLY INSPECTED AND MAINTAINED BY THE CONTRACTOR DURING THE CONSTRUCTION PHASE OF THE DEVELOPMENT PROJECT.  19. NO FINAL CUT OR FILL SLOPE SHALL EXCEED 2:1 WITHOUT STABILIZATION BY ROCKERY OR BY A STRUCTURAL NO FINAL CUT OR FILL SLOPE SHALL EXCEED 2:1 WITHOUT STABILIZATION BY ROCKERY OR BY A STRUCTURAL RETAINING WALL.  20. THE PROJECT ENGINEER SHALL VERIFY THE LOCATIONS, WIDTHS, THICKNESSES, AND ELEVATIONS OF ALL EXISTING THE PROJECT ENGINEER SHALL VERIFY THE LOCATIONS, WIDTHS, THICKNESSES, AND ELEVATIONS OF ALL EXISTING PAVEMENTS AND STRUCTURES, INCLUDING UTILITIES AND OTHER FRONTAGE IMPROVEMENTS, WHICH ARE TO INTERFACE WITH NEW WORK. THE CONTRACTOR SHALL PROVIDE ALL TRIMMING, CUTTING, SAW CUTTING, GRADING, LEVELING, SLOPING, COATING, AND OTHER WORK, INCLUDING MATERIALS AS NECESSARY TO CAUSE THE INTERFACE WITH EXISTING WORKS TO BE PROPER, WITHOUT CONFLICT, ACCEPTABLE TO THE ENGINEER AND THE CITY, COMPLETE IN PLACE, AND READY TO USE.  21. COMPACTION OF ALL FILL AREAS SHALL BE PER CURRENT APWA SPECIFICATIONS. FILL SHALL BE PROVIDED IN 6” COMPACTION OF ALL FILL AREAS SHALL BE PER CURRENT APWA SPECIFICATIONS. FILL SHALL BE PROVIDED IN 6” MAXIMUM LIFTS AND SHALL BE COMPACTED TO 95 PERCENT OF ITS MAXIMUM RELATIVE DENSITY. DEVIATION FROM THIS STANDARD MAY BE APPROVED BY THE DIRECTOR, OR DESIGNEE, WHERE RECOMMENDED BY THE LICENSED PROFESSIONAL ENGINEER FOR PLANNED OR EXISTING INFILTRATION FACILITIES.  REVISED: 03/2017  
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1. WATER MAINS UP TO 10" SHALL BE AWWA C900 DR14 OR DUCTILE IRON STANDARD THICKNESS CLASS 52.  WATER MAINS UP TO 10" SHALL BE AWWA C900 DR14 OR DUCTILE IRON STANDARD THICKNESS CLASS 52.  WATER MAINS LARGER THAN 10” SHALL BE DUCTILE IRON STANDARD THICKNESS CLASS 52. SEE CHAPTER 6.030B SHALL BE DUCTILE IRON STANDARD THICKNESS CLASS 52. SEE CHAPTER 6.030B FOR MORE DETAILED PIPE SPECIFICATIONS.  2. ALL WATER MAINS SHALL BE DELIVERED FROM THE MANUFACTURER WITH PIPE DUST CAPS INSTALLED.  THE CAPS ALL WATER MAINS SHALL BE DELIVERED FROM THE MANUFACTURER WITH PIPE DUST CAPS INSTALLED.  THE CAPS SHALL REMAIN ON THE PIPE UNTIL THE TIME OF INSTALLATION.  3. GATE VALVES SHALL BE RESILIENT WEDGE, NRS (NON RISING STEM) WITH O-RING VALVE ENDS SHALL BE GATE VALVES SHALL BE RESILIENT WEDGE, NRS (NON RISING STEM) WITH O-RING VALVE ENDS SHALL BE MECHANICAL JOINT OR ANSI FLANGES. VALVES SHALL CONFORM TO AWWA C-515 LATEST REVISION. VALVES SHALL BE MUELLER, M & H, KENNEDY, CLOW R/W, WATEROUS SERIES 2500, EJ FLOWMASTER OR AMERICAN AKV 4. EXISTING VALVES SHALL BE OPERATED BY CITY EMPLOYEES ONLY.  EXISTING VALVES SHALL BE OPERATED BY CITY EMPLOYEES ONLY.  5. HYDRANTS SHALL BE CITY APPROVED AS SPECIFIED ON THE HYDRANT DETAILS AND SHALL BE BAGGED UNTIL THE HYDRANTS SHALL BE CITY APPROVED AS SPECIFIED ON THE HYDRANT DETAILS AND SHALL BE BAGGED UNTIL THE SYSTEM IS APPROVED.  6. THE CONTRACTOR WITH THE ASSISTANCE OF THE CITY INSPECTOR SHALL INSTALL, CHLORINATE AND FILL THE THE CONTRACTOR WITH THE ASSISTANCE OF THE CITY INSPECTOR SHALL INSTALL, CHLORINATE AND FILL THE WATER MAIN, INCLUDING APPURTENANCES. TESTING SHALL INCLUDE THE MAIN, VALVES, SERVICE LINES AND APPURTENANCES. AFTER TESTING IS COMPLETED, THE NEWLY CONSTRUCTED SYSTEM SHALL BE FLUSHED.  AFTER FLUSHING CHLORINATED WATER FROM DISINFECTED LINES, THE CITY SHALL MEASURE CHLORINE RESIDUAL TO VERIFY THAT FLUSHING IS COMPLETE.  THIS WILL BE COMPLETED PRIOR TO THE CITY TAKING MICROBIOLOGICAL SAMPLES.  7. ALL PIPE AND SERVICES SHALL BE INSTALLED WITH CONTINUOUS TRACER TAPE INSTALLED 12" TO 18" UNDER THE ALL PIPE AND SERVICES SHALL BE INSTALLED WITH CONTINUOUS TRACER TAPE INSTALLED 12" TO 18" UNDER THE FINAL GROUND SURFACE. THE MARKER SHALL BE PLASTIC NON-BIODEGRADABLE, METAL CORE BACKING MARKED WATER” WHICH CAN BE DETECTED BY A STANDARD METAL DETECTOR. TAPE SHALL BE 3 INCH WIDE TERRA TAPE WHICH CAN BE DETECTED BY A STANDARD METAL DETECTOR. TAPE SHALL BE 3 INCH WIDE TERRA TAPE "D" OR APPROVED EQUAL. IN ADDITION TO TRACER TAPE, INSTALL DIRECT BURY, U.S.E. 12 GAUGE BLUE COATED COPPER WIRE, WRAPPED AROUND OR TAPED TO THE PIPE, AS SHOWN ON DETAIL. LOW VOLTAGE GREASE-TYPE SPLICE KITS SHALL BE USED ON TRACER AFTER THE WIRE NUT IS USED TO CONNECT THE WIRE TOGETHER AN OVERHAND KNOT SHALL BE TIED JUST OUTSIDE THE GREASE KIT TO PREVENT IT FROM COMING APART. CONTINUITY TESTING OF THE WIRE WILL BE DONE BY THE CITY.  8. ALL SERVICE LINE LOCATIONS SHALL BE MARKED ON THE TOP OR FACE OF THE CURB WITH AN EMBOSSED "W" 3 ALL SERVICE LINE LOCATIONS SHALL BE MARKED ON THE TOP OR FACE OF THE CURB WITH AN EMBOSSED "W" 3 INCHES HIGH AND 1/4 INCH INTO CONCRETE.  9. THE CITY WILL BE GIVEN 72 HOURS NOTICE PRIOR TO SCHEDULING A SHUTDOWN. WHERE CONNECTIONS REQUIRE THE CITY WILL BE GIVEN 72 HOURS NOTICE PRIOR TO SCHEDULING A SHUTDOWN. WHERE CONNECTIONS REQUIRE "FIELD VERIFICATION", CONNECTION POINTS SHALL BE EXPOSED BY THE CONTRACTOR AND FITTINGS VERIFIED 72 HOURS PRIOR TO DISTRIBUTING SHUT-DOWN NOTICES.  10. SEPARATION BETWEEN WATER AND SEWER SHALL BE MAINTAINED PER DOE STANDARDS. SEE DEVELOPMENT SEPARATION BETWEEN WATER AND SEWER SHALL BE MAINTAINED PER DOE STANDARDS. SEE DEVELOPMENT GUIDELINE CHAPTER 6.130 FOR MORE INFORMATION.  11. A CONCRETE PAD PER DETAIL SHALL BE INSTALLED AROUND ALL VALVE BOXES AND BLOW-OFFS THAT ARE NOT A CONCRETE PAD PER DETAIL SHALL BE INSTALLED AROUND ALL VALVE BOXES AND BLOW-OFFS THAT ARE NOT IN A PAVEMENT AREA.  12. AT ANY CONNECTION TO AN EXISTING LINE WHERE A NEW VALVE IS NOT INSTALLED, THE EXISTING VALVE MUST AT ANY CONNECTION TO AN EXISTING LINE WHERE A NEW VALVE IS NOT INSTALLED, THE EXISTING VALVE MUST BE PRESSURE TESTED TO CITY STANDARDS PRIOR TO CONNECTION. IF AN EXISTING VALVE FAILS TO PASS THE TEST, THE CONTRACTOR SHALL MAKE THE NECESSARY PROVISIONS TO TEST THE NEW LINE PRIOR TO CONNECTION TO THE EXISTING SYSTEM OR INSTALL A NEW VALVE.  13. THE MINIMUM BURIAL DEPTH OF ALL WATER LINES SHALL BE 42 INCHES. THE CONTRACTOR SHALL MAINTAIN A THE MINIMUM BURIAL DEPTH OF ALL WATER LINES SHALL BE 42 INCHES. THE CONTRACTOR SHALL MAINTAIN A MINIMUM OF 18 INCHES OF VERTICAL SEPARATION BETWEEN SANITARY SEWERS/RECLAIMED WATER AND WATER MAINS. TO ACCOMMODATE CROSSINGS, THE MINIMUM COVER FOR WATER MAIN OF 42 INCHES MAY BE REDUCED TO 30 INCHES UPON APPROVAL BY THE CITY TO PROVIDE FOR AS MUCH VERTICAL SEPARATION AS POSSIBLE.  WHEN A REDUCED DEPTH IS ALLOWED, DUCTILE IRON PIPING AND/OR CASINGS MAY BE REQUIRED.  SEE 6.080 FOR CASING SPECIFICATIONS.  14. IT SHALL BE THE CONTRACTOR’S RESPONSIBILITY TO FIELD VERIFY THE LOCATION AND DEPTH OF THE EXISTING IT SHALL BE THE CONTRACTOR’S RESPONSIBILITY TO FIELD VERIFY THE LOCATION AND DEPTH OF THE EXISTING S RESPONSIBILITY TO FIELD VERIFY THE LOCATION AND DEPTH OF THE EXISTING MAIN AND PROVIDE THE FITTINGS REQUIRED TO MAKE THE CONNECTION TO THE EXISTING MAIN.  15. THE CONTRACTOR SHALL INSTALL A TEMPORARY 2 INCH BRASS BLOW OFF FOR FLUSHING AND SAMPLING ON THE THE CONTRACTOR SHALL INSTALL A TEMPORARY 2 INCH BRASS BLOW OFF FOR FLUSHING AND SAMPLING ON THE EXISTING AND/OR NEW WATER MAIN.   THE BLOW OFF SHALL BE CONSTRUCTED WITH A STANDARD 2 INCH TAPPING SADDLE AND FORD BRASS CORPORATION STOP WITH 2 INCH BRASS PIPE EXTENDED UP TO FINISHED GRADE.  WHEN FLUSHING AND SAMPLING ARE COMPLETED, THE 2 INCH PIPE SHALL BE REMOVED.  THE CORPORATION STOP SHALL BE SHUT OFF AND CAPPED TIGHT WITH A THREADED BRASS CAP. 16. WHEN AN EXISTING CITY WATER MAIN IS TO BE ABANDONED, IT SHALL BE THE DEVELOPER’S RESPONSIBILITY TO WHEN AN EXISTING CITY WATER MAIN IS TO BE ABANDONED, IT SHALL BE THE DEVELOPER’S RESPONSIBILITY TO S RESPONSIBILITY TO COORDINATE AND ABANDON THE EXISTING MAIN.  IT SHALL ALSO BE THE DEVELOPER’S RESPONSIBILITY TO S RESPONSIBILITY TO INSTALL AND TRANSFER EXISTING WATER SERVICES TO THE NEW MAIN.  17. SAND SHALL BE PLACED AROUND AND UNDER SERVICE LINES AND METER BOXES BY HAND TO A HEIGHT OF 6 SAND SHALL BE PLACED AROUND AND UNDER SERVICE LINES AND METER BOXES BY HAND TO A HEIGHT OF 6 INCHES ABOVE AND 6 INCHES BELOW THE LINE(S) AND BOXES.  EXCAVATION FOR THE METER BOX SHALL BE AN ADDITIONAL ONE FOOT AROUND THE ENTIRE BOX AND BACKFILLED WITH SAND PER CITY DETAIL.  18. METERS 3 INCHES OR LARGER IN SIZE MUST BE ORDERED FROM CITY UTILITY BILLING BY THE METERS 3 INCHES OR LARGER IN SIZE MUST BE ORDERED FROM CITY UTILITY BILLING BY THE CONTRACTOR/DEVELOPER A MINIMUM OF 10 WEEKS IN ADVANCE OF INSTALLATION.  19. ALL VALVE BOX, BLOW-OFF AND MANHOLE LIDS SHALL BE CLEAN AND CLEAR OF ASPHALT OR CONCRETE ALL VALVE BOX, BLOW-OFF AND MANHOLE LIDS SHALL BE CLEAN AND CLEAR OF ASPHALT OR CONCRETE BEFORE SCHEDULING A WALK THROUGH.  20. THE WATER MAIN AND APPURTENANCES AND SERVICE CONNECTIONS TO THE METER SETTER SHALL BE TESTED IN THE WATER MAIN AND APPURTENANCES AND SERVICE CONNECTIONS TO THE METER SETTER SHALL BE TESTED IN SECTIONS OF CONVENIENT LENGTHS UNDER A HYDROSTATIC PRESSURE EQUAL TO 150 PSI IN EXCESS OF THAT UNDER WHICH IT WILL OPERATE.  IN NO CASE SHALL THE TEST PRESSURE BE LESS THAN 225 PSI.  21. ALL WATER MAINS AND SERVICE LINES SHALL BE BEDDED PER DETAIL 6-26 AND MEETING THE PIPE BEDDING ALL WATER MAINS AND SERVICE LINES SHALL BE BEDDED PER DETAIL 6-26 AND MEETING THE PIPE BEDDING SPECIFICATION CHART REQUIREMENTS.  22. ALL BRASS PIPE AND FITTINGS SHALL BE MANUFACTURED IN THE UNITED STATES OF AMERICA AND COMPLY WITH ALL BRASS PIPE AND FITTINGS SHALL BE MANUFACTURED IN THE UNITED STATES OF AMERICA AND COMPLY WITH PUBLIC LAW 111-380 (REDUCTION OF LEAD IN DRINKING WATER ACT).  IMPORTED BRASS PIPE AND FITTINGS SHALL NOT BE PERMITTED.  23. WHEN USING A HYDRANT METER TO FILL A TANKER TRUCK OR PORTABLE TANK OF ANY KIND, AN APPROVED WHEN USING A HYDRANT METER TO FILL A TANKER TRUCK OR PORTABLE TANK OF ANY KIND, AN APPROVED PERMANENTLY INSTALLED AIR GAP OF AT LEAST TWO TIMES THE INSIDE DIAMETER OF THE FILL PIPE IS REQUIRED.  SEE DETAIL.  ANY AIR GAP ON TANKER TRUCKS OR PORTABLE TANKS USED WITHIN THE CITY OF LACEY WATER SYSTEM MUST BE INSPECTED ANNUALLY BY A CERTIFIED BACKFLOW ASSEMBLY TESTER (BAT) AND A TYPICAL BACKFLOW PREVENTION TEST REPORT SUBMITTED TO THE LACEY CROSS-CONNECTION SPECIALIST. (SEE APPENDIX V) 
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TESTING SHALL BE REQUIRED AT THE DEVELOPERS OR CONTRACTORS EXPENSE. THE TESTING SHALL BE ORDERED BY THE CITY CONSTRUCTION INSPECTOR FROM A TESTING LAB APPROVED BY THE CITY. TESTING SHALL BE DONE ON ALL MATERIALS AND CONSTRUCTION AS SPECIFIED IN THE WSDOT/APWA STANDARD SPECIFICATIONS FOR ROAD, BRIDGE AND MUNICIPAL CONSTRUCTION AND WITH FREQUENCY AS SPECIFIED IN SAMPLING AND TESTING FREQUENCY GUIDE LOCATED IN THE WSDOT CONSTRUCTION MANUAL.   IN ADDITION, THE CITY SHALL BE NOTIFIED BEFORE EACH PHASE THAT STREET CONSTRUCTION COMMENCES (I.E. STAKING, GRADING, SUBGRADE, BALLAST, BASE, TOP COURSE, AND SURFACING). 
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AutoCAD SHX Text
THE FOLLOWING SHALL BE ADHERED TO ON ALL CONSTRUCTION SITES WITH EROSIVE SOILS AND/OR A GRADIENT OF GREATER THAN TWO PERCENT FOR LIMITING EXPOSED SOILS TO EROSIVE PROCESSES.
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SEASONAL LIMITATIONS ON CONSTRUCTION ACTIVITIES
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FILL STANDARDS

AutoCAD SHX Text
1. FILLS WHICH ARE INTENDED FOR BUILDING SITES SHALL BE CONSTRUCTED IN CONFORMANCE WITH THE FILLS WHICH ARE INTENDED FOR BUILDING SITES SHALL BE CONSTRUCTED IN CONFORMANCE WITH THE REQUIREMENTS OF THE LATEST EDITION OF THE U.B.C. AS  ADOPTED BY THE CITY OF LACEY (C.O.L.), AND AN ASSIGNMENT OF ALLOWABLE SOIL-BEARING PRESSURES WILL BE UNDER THE JURISDICTION OF THE CITY OF LACEY BUILDING OFFICIAL IN ACCORDANCE WITH THE I.B.C.  2. SLOPES SHALL BE NO STEEPER THAN IS SAFE FOR THE INTENDED USE AND SHALL NOT BE STEEPER THAN TWO SLOPES SHALL BE NO STEEPER THAN IS SAFE FOR THE INTENDED USE AND SHALL NOT BE STEEPER THAN TWO HORIZONTAL TO ONE VERTICAL, OR AS RECOMMENDED BY A SOIL ENGINEER. FILL SITES MUST BE APPROVED BY THE ENGINEER AS SUITABLE LOCATIONS FOR THE PROPOSED FILL. THE GROUND SURFACE FOR FILLS OVER FIVE FEET IN HEIGHT SHALL BE PREPARED BY REMOVING VEGETATION, NONCOMPLYING FILL, TOPSOIL, AND OTHER UNSUITABLE MATERIALS; SCARIFYING TO PROVIDE A BOND WITH THE NEW FILL; AND, WHERE EXITING SLOPES ARE STEEPER THAN FIVE HORIZONTAL TO ONE VERTICAL, BY BENCHING INTO COMPETENT MATERIAL AS DETERMINED BY THE ENGINEER. THE BENCH UNDER THE TOE OF A FILL ON A SLOPE STEEPER THAN 5 HORIZONTAL TO 1 VERTICAL SHALL BE AT LEAST 10 FEET WIDE OR AS RECOMMENDED BY A SOIL ENGINEER. 3. EXCEPT AS PERMITTED BY THE CITY, NO MATERIAL OTHER THAN EARTH MATERIAL SHALL BE BURIED OR PLACED EXCEPT AS PERMITTED BY THE CITY, NO MATERIAL OTHER THAN EARTH MATERIAL SHALL BE BURIED OR PLACED IN FILLS. PLACEMENT OF OTHER THAN EARTH MATERIAL IS REGULATED BY STATE STATUTES OR FEDERAL LAWS,  AND ADDITIONAL PERMITS MAY BE REQUIRED. 4. FILLS SHALL BE CONSTRUCTED USING EARTH MATERIALS, COMPACTION METHODS, AND CONSTRUCTION TECHNIQUES FILLS SHALL BE CONSTRUCTED USING EARTH MATERIALS, COMPACTION METHODS, AND CONSTRUCTION TECHNIQUES SO THAT TABLE FILLS ARE CREATED.  5. THE TOE OR CATCH POINT OF FILL SLOPES SHALL BE SET BACK FROM THE SITE BOUNDARY LINE IN ACCORDANCE THE TOE OR CATCH POINT OF FILL SLOPES SHALL BE SET BACK FROM THE SITE BOUNDARY LINE IN ACCORDANCE WITH THE FOLLOWING TABLE, UNLESS A RETAINING WALL IS DESIGNED BY THE ENGINEER AND CONSTRUCTED FOR THE PROJECT. FILL DEPTH                    SETBACK DISTANCE                     SETBACK DISTANCE SETBACK DISTANCE UNDER 5 FEET                 2 FEET 5 - 40 FEET  HEIGHT OF FILL HEIGHT OF FILL OVER 40 FEET  20 FEET20 FEET

AutoCAD SHX Text
1. ALL PAVEMENT MARKINGS SHALL BE PAINT. ALL PAVEMENT MARKINGS SHALL COMPLY WITH WSDOT ALL PAVEMENT MARKINGS SHALL BE PAINT. ALL PAVEMENT MARKINGS SHALL COMPLY WITH WSDOT SPECIFICATION 9-34 AND SHALL BE APPLIED IN  ACCORDANCE WITH WSDOT SPECIFICATION 8-22. ACCORDANCE WITH WSDOT SPECIFICATION 8-22. 2. PAINT SHALL BE APPLIED IN TWO APPLICATIONS. THE TIME PERIOD BETWEEN APPLICATIONS SHALL BE IN PAINT SHALL BE APPLIED IN TWO APPLICATIONS. THE TIME PERIOD BETWEEN APPLICATIONS SHALL BE IN ACCORDANCE WITH WSDOT SPECIFICATION SECTION 8-22.3(3). 3. PAINT SHALL BE TOP-COATED WITH GLASS BEADS PER WSDOT SPECIFICATION SECTION 8-22.3(3)G.PAINT SHALL BE TOP-COATED WITH GLASS BEADS PER WSDOT SPECIFICATION SECTION 8-22.3(3)G.
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SITE PAVEMENT PAINT NOTES

AutoCAD SHX Text
1. OBTAIN SITE DEVELOPMENT PERMIT FROM THE CITY OF LACEY.  OBTAIN SITE DEVELOPMENT PERMIT FROM THE CITY OF LACEY.  2. SCHEDULE PRE-CONSTRUCTION MEETINGS WITH THE CITY INSPECTOR, OWNER, CONTRACTOR AND DESIGN TEAM. SCHEDULE PRE-CONSTRUCTION MEETINGS WITH THE CITY INSPECTOR, OWNER, CONTRACTOR AND DESIGN TEAM. SUBMIT ALL SUBMITTALS TO ARCHITECT. 3. ESTABLISH CLEARING AND GRADING LIMITS.  ESTABLISH CLEARING AND GRADING LIMITS.  4. PROVIDE TESC MEASURES (EROSION CONTROL PLANS AND DETAIL SHEETS).  PROVIDE TESC MEASURES (EROSION CONTROL PLANS AND DETAIL SHEETS).  5. PERFORM REQUIRED SITE DEMOLITION WORK.  PERFORM REQUIRED SITE DEMOLITION WORK.  6. PROVIDE TEMPORARY UTILITIES AND SERVICES NECESSARY FOR CONSTRUCTION ACTIVITIES. PROVIDE TEMPORARY UTILITIES AND SERVICES NECESSARY FOR CONSTRUCTION ACTIVITIES. 7. COMMENCE SITE WORK AND BUILDING INSTALLATION AND CONSTRUCTION ACTIVITIES.   COMMENCE SITE WORK AND BUILDING INSTALLATION AND CONSTRUCTION ACTIVITIES.   8. MAINTAIN TESC BMPS. MAINTAIN TESC BMPS. 9. COMPLETE SURFACING RESTORATION.  COMPLETE SURFACING RESTORATION.  10. CLEAN SEDIMENTS FROM EXISTING STORM DRAINAGE STRUCTURES AND PIPING IF AFFECTED. PROVIDE CLEAN SEDIMENTS FROM EXISTING STORM DRAINAGE STRUCTURES AND PIPING IF AFFECTED. PROVIDE DOCUMENTATION CLEANING WAS PERFORMED BY A LICENSED/BONDED COMPANY.   11. FINAL SITE INSPECTIONS. SEE CONTRACT PLANS FOR MILESTONE INSPECTIONS REQUIRED BY OWNER AND FINAL SITE INSPECTIONS. SEE CONTRACT PLANS FOR MILESTONE INSPECTIONS REQUIRED BY OWNER AND PERMITTING AGENCY. 12. REMOVE TESC BMPS UPON COMPLETION OF WORK AND FINAL SITE INSPECTION APPROVAL. REMOVE TESC BMPS UPON COMPLETION OF WORK AND FINAL SITE INSPECTION APPROVAL. 13. CERTIFICATE OF OCCUPANCY ISSUED.CERTIFICATE OF OCCUPANCY ISSUED.
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CONSTRUCTION SEQUENCE
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EXCAVATION NOTES

AutoCAD SHX Text
1. EXCAVATE TO ELEVATIONS, LINES AND GRADES INDICATED TO NOT MORE THAN 1/2-INCH ABOVE OR BELOW THAT EXCAVATE TO ELEVATIONS, LINES AND GRADES INDICATED TO NOT MORE THAN 1/2-INCH ABOVE OR BELOW THAT REQUIRED. 2. SLOPE SIDES OF EXCAVATION AS INDICATED OR COMPLY WITH LOCAL CODES AND ORDINANCES HAVING SLOPE SIDES OF EXCAVATION AS INDICATED OR COMPLY WITH LOCAL CODES AND ORDINANCES HAVING JURISDICTION, WHICHEVER IS MORE STRINGENT. SHORE AND BRACE WHERE SLOPING IS NOT POSSIBLE BECAUSE OF SPACE RESTRICTIONS OR STABILITY OF MATERIAL EXCAVATED. 3. STOCKPILE SATISFACTORY EXCAVATED MATERIALS WHERE DIRECTED UNTIL REQUIRED FOR BACKFILL OR FILL. STOCKPILE SATISFACTORY EXCAVATED MATERIALS WHERE DIRECTED UNTIL REQUIRED FOR BACKFILL OR FILL. PLACE, GRADE AND SHAPE STOCKPILES FOR PROPER DRAINAGE. LOCATE AND RETAIN SOIL MATERIALS AWAY FROM EDGE OF EXCAVATIONS. 4. DISPOSE OF EXCESS SOIL AND UNSUITABLE SOIL MATERIAL OFF-SITE AS DIRECTED.DISPOSE OF EXCESS SOIL AND UNSUITABLE SOIL MATERIAL OFF-SITE AS DIRECTED.
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1. CONTROL SOIL COMPACTION DURING CONSTRUCTION PROVIDING MINIMUM PERCENTAGE OF DENSITY SPECIFIED FOR CONTROL SOIL COMPACTION DURING CONSTRUCTION PROVIDING MINIMUM PERCENTAGE OF DENSITY SPECIFIED FOR EACH AREA CLASSIFICATION. PERCENTAGES ARE RELATED TO MAXIMUM DRY DENSITY AS MEASURED IN CONFORMANCE WITH ASTM D 1557. 2. COMPACT TOP 12-INCHES OF SUBGRADE (24-INCHES UNDER PROPOSED DRIVING SURFACES) TO 95-PERCENT OF COMPACT TOP 12-INCHES OF SUBGRADE (24-INCHES UNDER PROPOSED DRIVING SURFACES) TO 95-PERCENT OF MAXIMUM DRY DENSITY UNDER PAVEMENTS AND GRAVEL SURFACING. 3. WHERE SUBGRADE OR LAYER OF SOIL MATERIAL MUST BE MOISTURE CONDITIONED BEFORE COMPACTION, WHERE SUBGRADE OR LAYER OF SOIL MATERIAL MUST BE MOISTURE CONDITIONED BEFORE COMPACTION, UNIFORMLY APPLY WATER TO SURFACE OF SUBGRADE OR LAYER OF SOIL MATERIAL TO PREVENT FREE WATER APPEARING ON SURFACE DURING OR SUBSEQUENT TO COMPACTION OPERATIONS. REMOVE AND REPLACE, OR SCARIFY AND AIR DRY, SOIL MATERIAL THAT IS TOO WET TO PERMIT COMPACTION TO SPECIFIED DENSITY. SOIL MATERIAL THAT HAS BEEN REMOVED BECAUSE IT IS TOO WET TO PERMIT COMPACTION MAY BE STOCKPILED OR SPREAD AND ALLOWED TO DRY. ASSIST DRYING BY DISKING, HARROWING OR PULVERIZING UNTIL MOISTURE CONTENT IS REDUCED TO SATISFACTORY VALUE.

AutoCAD SHX Text
COMPACTION NOTES
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SUBGRADE PREPARATION NOTES

AutoCAD SHX Text
1.	SUBGRADE BELOW STRUCTURAL FILL SHALL CONSIST OF FIRM, UNYIELDING NATIVE SOILS OR STRUCTURAL FILL SUBGRADE BELOW STRUCTURAL FILL SHALL CONSIST OF FIRM, UNYIELDING NATIVE SOILS OR STRUCTURAL FILL MATERIALS. UNDER NO CIRCUMSTANCES SHALL FOUNDATIONS BE INSTALLED ATOP LOOSE, SOFT, OR FROZEN SOIL, SLOUGH, DEBRIS, EXISTING UNCONTROLLED FILL, OR SURFACES COVERED BY STANDING WATER. ANY LOCALIZED ZONES OF LOOSER GRANULAR SOILS OBSERVED WITHIN A SUBGRADE SHALL BE COMPACTED TO A DENSITY EQUAL TO THE SURROUNDING SOILS. ANY ORGANIC, SOFT, OR PUMPING SOILS OBSERVED WITHIN A SUBGRADE SHALL BE OVEREXCAVATED AND REPLACED WITH STRUCTURAL FILL MATERIAL PER THE SUBSEQUENT PARAGRAPHS. SUBGRADE CONDITION SHALL BE VERIFIED BY THE GEOTECHNICAL ENGINEER OR SPECIAL INSPECTOR PRIOR TO PLACING STRUCTURAL FILL.
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1. PLASTIC SHEETING SHALL HAVE A MINIMUM THICKNESS OF 6 MILS AND SHALL MEET THE REQUIREMENTS OF THE PLASTIC SHEETING SHALL HAVE A MINIMUM THICKNESS OF 6 MILS AND SHALL MEET THE REQUIREMENTS OF THE STATE STANDARD SPECIFICATIONS SECTION 9-14.5(3). 2. COVERING SHALL BE INSTALLED AND MAINTAINED TIGHTLY IN PLACE BY USING SANDBAGS OR TIRES ON ROPES COVERING SHALL BE INSTALLED AND MAINTAINED TIGHTLY IN PLACE BY USING SANDBAGS OR TIRES ON ROPES WITH A MAXIMUM 10-FOOT GRID SPACING IN ALL DIRECTIONS. ALL SEAMS SHALL BE TAPED OR WEIGHTED DOWN FULL LENGTH AND THERE SHALL BE AT LEAST A 12-INCH OVERLAP OF ALL SEAMS. 3. CLEAR PLASTIC COVERING SHALL BE INSTALLED IMMEDIATELY ON AREAS SEEDED BETWEEN NOVEMBER 1 AND CLEAR PLASTIC COVERING SHALL BE INSTALLED IMMEDIATELY ON AREAS SEEDED BETWEEN NOVEMBER 1 AND MARCH 31 AND REMAIN UNTIL VEGETATION IS FIRMLY ESTABLISHED. 4. WHEN THE COVERING IS USED ON UN-SEEDED SLOPES, IT SHALL BE KEPT IN PLACE UNTIL THE NEXT SEEDING WHEN THE COVERING IS USED ON UN-SEEDED SLOPES, IT SHALL BE KEPT IN PLACE UNTIL THE NEXT SEEDING PERIOD. 5. PLASTIC COVERING SHEETS SHALL BE BURIED TWO FEET AT THE TOP OF SLOPES IN ORDER TO PREVENT PLASTIC COVERING SHEETS SHALL BE BURIED TWO FEET AT THE TOP OF SLOPES IN ORDER TO PREVENT SURFACE WATER FLOW BENEATH SHEETS. 6. PROPER MAINTENANCE INCLUDES REGULAR CHECKS FOR RIPS AND DISLODGED ENDS.PROPER MAINTENANCE INCLUDES REGULAR CHECKS FOR RIPS AND DISLODGED ENDS.

AutoCAD SHX Text
1. STOCKPILES SHALL BE STABILIZED (WITH PLASTIC COVERING OR OTHER APPROVED DEVICE) DAILY BETWEEN STOCKPILES SHALL BE STABILIZED (WITH PLASTIC COVERING OR OTHER APPROVED DEVICE) DAILY BETWEEN NOVEMBER 1 AND MARCH 31. 2. IN ANY SEASON, SEDIMENT LEACHING FROM STOCK PILES MUST BE PREVENTED. IN ANY SEASON, SEDIMENT LEACHING FROM STOCK PILES MUST BE PREVENTED. 3. TOPSOILS SHALL NOT BE PLACED WHILE IN A FROZEN OR MUDDY CONDITION, WHEN THE SUBGRADE IS TOPSOILS SHALL NOT BE PLACED WHILE IN A FROZEN OR MUDDY CONDITION, WHEN THE SUBGRADE IS EXCESSIVELY WET OR WHEN CONDITIONS EXIST THAT MAY OTHERWISE BE DETRIMENTAL TO PROPER GRADING OR PROPOSED SODDING OR SEEDING. 4. PREVIOUSLY ESTABLISHED GRADES ON THE AREAS TO BE TOPSOILED SHALL BE MAINTAINED ACCORDING TO THE PREVIOUSLY ESTABLISHED GRADES ON THE AREAS TO BE TOPSOILED SHALL BE MAINTAINED ACCORDING TO THE APPROVED PLAN.
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STOCKPILE NOTES
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PLASTIC COVERING NOTES

AutoCAD SHX Text
1. REMOVE ALL DELETERIOUS MATERIAL FOUND ON-SITE INCLUDING VEGETATION, SCRAP WOOD, TRASH, ETC. AND REMOVE ALL DELETERIOUS MATERIAL FOUND ON-SITE INCLUDING VEGETATION, SCRAP WOOD, TRASH, ETC. AND DISPOSE OF AT AN APPROVED OFF-SITE LOCATION. 2. AT ALL TIMES THE CONTRACTOR SHALL MAINTAIN SIGNS, BARRICADES, FENCING, OR OTHER MEASURES TO AT ALL TIMES THE CONTRACTOR SHALL MAINTAIN SIGNS, BARRICADES, FENCING, OR OTHER MEASURES TO ENSURE CONTINUOUS PROTECTION OF THE PUBLIC AND TO PREVENT UNAUTHORIZED ENTRY TO THE CONSTRUCTION AREA. AT A MINIMUM FENCING SHALL BE 6.0 FEET HIGH. COORDINATE SAFETY AND SECURITY MEASURES WITH THE OWNER. 3. DAMAGE TO ANY PROPERTY, INCLUDING BUT NOT LIMITED TO, BUILDINGS, UTILITIES, VEHICLES, FENCING, OR DAMAGE TO ANY PROPERTY, INCLUDING BUT NOT LIMITED TO, BUILDINGS, UTILITIES, VEHICLES, FENCING, OR LANDSCAPING AS A RESULT OF CONTRACTORS ACTIVITIES SHALL BE REPAIRED OR REPLACED AT THE CONTRACTORS EXPENSE. 4. THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE PROTECTION OF ALL EXISTING SURVEY MONUMENTS AND THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE PROTECTION OF ALL EXISTING SURVEY MONUMENTS AND OTHER SURVEY MARKERS DURING CONSTRUCTION. ALL SUCH MONUMENTS OR MARKERS DESTROYED DURING CONSTRUCTION SHALL BE REPLACED AT THE CONTRACTOR'S EXPENSE TO ORIGINAL LOCATION AND ELEVATION. 5. THE CONTRACTOR IS FINANCIALLY RESPONSIBLE FOR THE MAINTENANCE OR REPAIR OF OFF-SITE PAVED THE CONTRACTOR IS FINANCIALLY RESPONSIBLE FOR THE MAINTENANCE OR REPAIR OF OFF-SITE PAVED CONTRACTOR IS FINANCIALLY RESPONSIBLE FOR THE MAINTENANCE OR REPAIR OF OFF-SITE PAVED FOR THE MAINTENANCE OR REPAIR OF OFF-SITE PAVED  THE MAINTENANCE OR REPAIR OF OFF-SITE PAVED SURFACES WHERE DAMAGE HAS BEEN SUSTAINED BECAUSE OF CONSTRUCTION TRAFFIC.
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DEMOLITION NOTES
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THE CLEARING OF LAND, INCLUDING THE REMOVAL OF EXISTING VEGETATION OR OTHER GROUND COVER, MUST BE LIMITED TO ONLY AS MUCH LAND AREA AS CAN RECEIVE APPROPRIATE PROTECTIVE COVER OR BE OTHERWISE STABILIZED AFTER HAVING BEEN CLEARED OR OTHERWISE DISTURBED BY NO LATER THAN SEPTEMBER 30TH OF A GIVEN YEAR.  UNLESS IMMEDIATE STABILIZATION IS SPECIFIED IN THE EROSION AND SEDIMENTATION CONTROL PLAN, ALL AREAS CLEARED OR OTHERWISE DISTURBED MUST BE APPROPRIATELY STABILIZED THROUGH THE USE OF MULCHING, NETTING, PLASTIC SHEETING, EROSION BLANKETS, FREE DRAINING MATERIALS, ETC..., BY SEPTEMBER 30TH. UNLESS OTHERWISE APPROVED BY THE CITY, SEEDING, FERTILIZING AND MULCHING OR CLEARED OR OTHERWISE DISTURBED AREAS SHALL BE PERFORMED DURING THE FOLLOWING PERIODS: MARCH 1ST THROUGH MAY 15TH AND AUGUST 15TH THROUGH OCTOBER 1ST.  SEEDING AFTER OCTOBER 1ST WILL BE DONE WHEN PHYSICAL COMPLETION OF THE PROJECT IS IMMINENT AND THE ENVIRONMENTAL CONDITIONS ARE CONDUCIVE TO SATISFACTORY GROWTH.  IN THE EVENT THAT PROJECT STABILIZATION IS NOT POSSIBLE, AN ALTERNATIVE METHOD OF GROUND COVER (SUCH AS MULCHING, NETTING, PLASTIC SHEETING, EROSION BLANKETS, ETC...,) MUST BE INSTALLED BY NO LATER THAN SEPTEMBER 30TH  IN THE EVENT THAT CONSTRUCTION ACTIVITIES OR OTHER SITE DEVELOPMENT ACTIVITIES ARE DISCONTINUED FOR FOUR CONSECUTIVE DAYS OR MORE, THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE INSPECTION OF ALL EROSION AND SEDIMENTATION CONTROL FACILITIES IMMEDIATELY AFTER STORM EVENTS AND AT LEAST ONCE EVERY WEEK.  THE CONTRACTOR SHALL BE RESPONSIBLE TO THE MAINTENANCE AND REPAIR OF ALL EROSION AND SEDIMENTATION CONTROL FACILITIES. THE CONTRACTOR SHALL PROVIDE MATERIALS ONSITE READILY AVAILABLE TO IMMEDIATELY STABILIZE DENUDED AREAS DURING PERIODS OF INCLEMENT WEATHER WHICH RESULT IN EROSION AND SEDIMENT TRANSPORT OFFSITE. THE CONTRACTOR SHALL ENSURE THE PROPER CONTINUED FUNCTIONING OF THE ESC FACILITIES BY PROMPT CLEANING AND MAINTENANCE AFTER EACH EROSION AND SEDIMENT PRODUCING RAINFALL EVENT.
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MAY 1ST TO SEPTEMBER 30TH (DRY SEASON)

AutoCAD SHX Text
ON SITES WHERE UNINTERRUPTED CONSTRUCTION ACTIVITY IS IN PROGRESS, THE CLEARING OF LAND, INCLUDING THE REMOVAL OF EXISTING VEGETATION OR OTHER GROUND COVER, SHALL BE LIMITED TO ONLY AS MUCH LAND AREA AS CAN BE COVERED OR STABILIZED WITHIN 24 HOURS IN THE EVENT A MAJOR STORM IS PREDICTED AND/OR EROSION/SEDIMENT TRANSPORT OFFSITE IS OBSERVED. ADDITIONALLY, ALL CLEARED OR DISTURBED AREAS WILL RECEIVE APPROPRIATE PROTECTIVE COVER OR BE OTHERWISE STABILIZED (SUCH AS MULCHING, NETTING, PLASTIC SHEETING, EROSION BLANKETS, FREE DRAINING MATERIAL, ETC...,) WITHIN FIVE DAYS AFTER HAVING BEEN CLEARED OR OTHERWISE DISTURBED IF NOT BEING ACTIVELY WORKED.  FILTER FABRIC FENCING, SEDIMENT TRAPS, SEDIMENT PONDS, ETC..., WILL NOT BE VIEWED AS ADEQUATE COVER IN AND OF THEMSELVES.  IN THE EVENT THAT ANY LAND AREA NOT BEING ACTIVELY WORKED REMAINS UNPROTECTED OR HAS NOT BEEN APPROPRIATELY STABILIZED FIVE DAYS AFTER HAVING BEEN CLEARED, ALL CONSTRUCTION ACTIVITY ON THE SITE, EXCEPT FOR APPROVED EROSION AND SEDIMENTATION CONTROL ACTIVITY, SHALL IMMEDIATELY CEASE UNTIL SUCH A TIME AS SAID LAND HAS BEEN APPROPRIATELY PROTECTED OR STABILIZED. THE CONTRACTOR SHALL AT ALL TIMES HAVE AVAILABLE FOR THE PROJECT SUFFICIENT QUANTITIES OF PROTECTIVE COVERING MATERIALS TO IMMEDIATELY STABILIZE ALL DISTURBED AREAS IN CASE THE PROJECT ENGINEER OR CITY DIRECTS THEM TO COVER DUE TO OBSERVED MIGRATION OF SOILS OR INCLEMENT WEATHER.
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OCTOBER 1ST TO APRIL 30TH (WET SEASON)
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UTILITY NOTES

AutoCAD SHX Text
1.	DETECTABLE WARNING TAPE SHALL BE INSTALLED ALONG THE FULL LENGTH OF EACH PROPOSED UTILITY. DETECTABLE WARNING TAPE SHALL BE INSTALLED ALONG THE FULL LENGTH OF EACH PROPOSED UTILITY. DETECTION TAPE SHALL BE 2-INCH WIDTH (MINIMUM), CONTAIN A 0.35 MIL SOLID ALUMINUM CORE, BE A MINIMUM OF 5.0 MIL OVERALL THICKNESS, AND BE SUITABLE FOR DIRECT BURY. THE TAPE SHALL BE COLOR CODED ACCORDING TO THE AWWA AND CONTINUOUSLY IMPRINTED WITH THE TYPE IF UTILITY FOR EACH UTILITY SHOWN. 
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1. PROVIDE 6" MINIMUM VERTICAL AND 3' MINIMUM HORIZONTAL CLEARANCE (OUTSIDE SURFACES) BETWEEN STORM PROVIDE 6" MINIMUM VERTICAL AND 3' MINIMUM HORIZONTAL CLEARANCE (OUTSIDE SURFACES) BETWEEN STORM DRAIN PIPES AND OTHER UTILITY PIPES AND CONDUITS, UNLESS OTHERWISE NOTED. 2. ALL CATCH BASIN GRATES/LIDS TO BE BOLT DOWN. ALL CATCH BASIN GRATES/LIDS TO BE BOLT DOWN. 3. CONTRACTOR AND/OR SURVEYOR SHALL CALCULATE PIPE SLOPES BASED ON THE INVERT ELEVATIONS SHOWN ON CONTRACTOR AND/OR SURVEYOR SHALL CALCULATE PIPE SLOPES BASED ON THE INVERT ELEVATIONS SHOWN ON THE PLANS PRIOR TO CONSTRUCTION. THE CONTRACTOR SHALL NOTIFY THE ARCHITECT/ENGINEER OF ANY DISCREPANCIES PRIOR TO FIELD STAKING AND CONSTRUCTION. 4. CONTRACTOR TO FIELD VERIFY HORIZONTAL LOCATION OF CATCH BASIN STRUCTURES WITH RESPECT TO CONTRACTOR TO FIELD VERIFY HORIZONTAL LOCATION OF CATCH BASIN STRUCTURES WITH RESPECT TO CURBING/CONCRETE PADS PRIOR TO CATCH BASIN PLACEMENT.  PARTIAL STAKING OF CURBS/PADS AT TIME OF CATCH BASIN STAKING COULD BE NECESSARY. 5. ALL STORM DRAINAGE PIPING SHALL BE GASKETED AND WATERTIGHT. ALL STORM DRAINAGE PIPING SHALL BE GASKETED AND WATERTIGHT. 6. PIPE COVER IN AREAS NOT SUBJECT TO VEHICULAR LOADS 1' MINIMUM.PIPE COVER IN AREAS NOT SUBJECT TO VEHICULAR LOADS 1' MINIMUM.

AutoCAD SHX Text
GRADING AND DRAINAGE NOTES
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