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SITE PLAN REVIEW BUILDING AND FIRE COMMENTS
 
 
Date: 05/13/2025                 Case # 25-0095 
 
Applicant Name: NTPS                              Project: Modular Building  
       
Location:  1900 College Street SE                         Notes By: Terry McDaniel 
                     
Planner: Seymour  
            
 
 
 

FIRE CODE COMMENTS 
 
 
Fire Alarm System Requirements: 
 
1. An approved addressable fire alarm system with supervised monitoring shall be provided 

throughout the building in accordance with the City of Lacey Municipal Code (LMC 14.07) 
and NFPA 72 Standards (2016 Edition). Note: Fire alarm drawings and permitting at the 
City of Lacey are differed submittals and not required at architectural submittal.
 

Fire Apparatus Access Road Requirement: 
 
2. An approved 20-foot-wide all-weather surface fire apparatus access roads shall be 

provided to within 150-feet of all exterior portions of the buildings at ground level to meet 
hose lay.  Said fire apparatus access road shall be located not less than 10-feet from the 
building.  (IFC Section 503.1). The fire access road shall be able to handle imposed loads 
of 75,000 lbs. A 26-foot-wide fire access road shall be provided on one entire side of the 
building if the building is greater than 30 feet at the eve. (IFC Appendix D) The aerial 
access road does not include a public right of way. Note: A temporary fire access road 
shall be provided at time of vertical permit issuance. The fire access road shall be 
approved by an engineer to handle the loads of fire apparatus. (LMC 14.07) 

  
 



General Requirements: 
 
3.  Approved 6

facing the fire apparatus access roadway. The address numbers shall contrast the buildings 
color. (IFC Section 505.1; LMC 14.07.015) 

 
4. An approved fire department and Police Department key-box shall be provided on the 

building in accordance with (IFC Section 506) and (LMC 14.07).  Said fire department 
key-box shall be installed in a location approved by the City of Lacey Fire Code Official.  Said 
key-box shall contain keys necessary for fire department and police department access to the 
interior of the building and any other location necessary for fire department or police department 

operations. Go to knoxbox.com for City of Lacey key boxes for Lacey Fire District #3 and 
Lacey Police Department.   Upon completion of the key-box installation, the City of Lacey Fire C 
Specialist shall install the necessary keys and cover.  (IFC Section 506). 

 
5. Approved fire lane marking shall be provided where necessary to discourage obstructions 

by the parking of private vehicles.  Upon completion of final road surfaces and curbing 
construction, the City of Lacey Fire Code Official shall perform a site inspection to 
determine locations where fire lane marking will be necessary to discourage the parking 
of private vehicles.  Said fire lane marking, where applicable, shall be provided and 
approved prior to final occupancy approval.  IFC Section D-103.6; LMC 14.07.015

 
 
6. Fire extinguishers shall be provided every 75 feet or on each landing in accordance with 

(LMC 14.07) fire extinguishers shall be the 2a10bc type. 
 
 
7. Please note we are under the International Fire Code 2021 Edition and all NFPA code 

requirements of the most recent year published. 
 
 
 
Required Fire Inspections: 
 
8. The City of Lacey fire code official shall conduct the necessary inspections or witness 

required tests to ascertain compliance with applicable fire codes. The applicant shall 
contact the City of Lacey Building Department, at (360) 491-5642, to schedule the required 
inspection or to request witness of required tests.  At least 24 hours shall be allowed for 
scheduling.  (IFC Section 106.2) 

 

 

 

BUILDING CODE COMMENTS 



 
APPLICABLE STANDARDS AND COMMENTS: 

 

 
1. The proposed project shall comply with the applicable requirements of the 2021 

International Building Code, 2021 International Fire Code, the 2021 Washington State 
Energy Code and all other codes adopted by the City of Lacey. 

 
2. A Foundation Only permit can be issued to help the applicant continue to work while plans 

are in review. 
 

3. The proposed project shall comply with the accessibility requirements of the 2017 ICC 
A117.1-2017. There shall be an accessible route of travel to the public right of way. The 
entire site shall have ADA connectivity. 

 
4. A grading permit is required for the proposed scope of work prior to building permit 

issuance (if ground disturbing activity is occurring).  

 
5. Energy calculations shall be submitted with the architectural plans. The energy calculation 

form can be found on The City of Lacey website under Community and Economic 
Development Building Code Division forms.  

 
 

6. A third-party special inspection testing agreement form is required for permit issuance. The 
form can be found on the city website under Community and Economic Development 
Building Code Division forms. Third Party Special Inspection shall be for ; soils, concrete, 
concrete and bolting, and anchoring of the portable.  

 
7. Prior to grading permit issuance, a preconstruction meeting shall be scheduled with Dylan 

Call @ 360-491-5642 or Dcall@ci.lacey.wa.us  
 

8. A Washington State Licensed Architect and Engineer will be required for the project. 

 
9. Addressing is assigned by Lacey Community Development please contact 360-491-5642 

prior to submission of plans. 
 

 

 



 

Please understand that the above noted items are only preliminary comments based on the 
information received. I can be reached at (360)-456-7783 for any assistance. 

Sincerely,  

 

 

Terry McDaniel 
City of Lacey  
Building Official/Fire Marshal 
360-456-7783 
 



 
 
 
CITY OF LACEY 
DEVELOPMENT REVIEW                 
PUBLIC WORKS DIVISION 
SITE PLAN REVIEW CONDITIONS 
 

 
 

    
CASE NUMBER: 25-0095  COMMENTS DATE: 6/8/2025
OWNER: North Thurston Public Schools  
APPLICANT: Calvin Gasaway  
PROPOSED USE: Mountain View Elementary Portable Placement  
PLANNER: Samra Seymour  NOTES BY: Joey Etter  

 
Specific Water Improvements: 

 
1. The portable building will not be connected to water. No additional water 

improvements will be required for the proposed project.  
 

General Water Improvements: 
 
2. In addition to all Federal and State requirements, water system improvements 

shall meet the requirements of the current City of Lacey City of Lacey 
Development Guidelines and Public Works Standards Manual, the 
Coordinated Water System Plan (CWSP), Department of Health (DOH), City 
of Lacey Water System Plan, AWWA, Department of Ecology, Thurston 
County Environmental Health 
standards.  Actual main size, loop closures, and possible off-site 
improvements including the number and location of fire hydrants, will depend 
on the fire flows required and available to the site. (DG&PWS, Water 6.010)

 

Specific Sewer Improvements: 
  
3. The portable building will not be connected to sanitary sewer. No additional 

sanitary sewer improvements will be required for the proposed project. 
 

General Sewer Improvements: 
 

4. In addition to all Federal and State requirements, sanitary sewer 
improvements associated with this project shall comply with the current City 
of Lacey Development Guidelines and Public Works Standards Manual, City 
of Lacey Comprehensive Sanitary Sewer Plan, Thurston County Health 
Department, Washington State Department of Health (DOH), the LOTT Clean 



Water Alliance and Department of Ecology. (DG&PWS, Sewer 7A.010 and
Subdivisions and Short Plat 2-21) 

 
Specific Stormwater Improvements: 
  
5. Core Requirement #2 is applicable to the proposed project. Erosion and 

sediment control shall be addressed during site construction activities and a 
completed SWPPP Short Form will need to be submitted. (SDM 2.2.2, 3.3.1, 
& Figure 2.2).  

 

stormwater conditions 

 

General Stormwater Improvements: 
 
6. In addition to all Federal and State stormwater requirements, this project shall 

comply with the current City of Lacey Development Guidelines and Public 
Works Standards Manual and the current City of Lacey Stormwater Design 
Manual (SDM) (LMC 14.27).  Stormwater drainage and erosion control 
submittals shall be in conformance with the formatting and content 
requirements described in Chapter 3 of the Stormwater Design Manual. 

 
Specific Transportation Improvements: 
 
7. No additional transportation improvements will be required for the proposed 

project. 
 

General Transportation Improvements: 
 
8. In addition to all Federal and State requirements roadway requirements, this 

project shall comply with current City of Lacey Development Guidelines and 
Public Works Standards Manual requirements for roadways. 

 

Specific Surveying Requirements: 
 
9. It shall be verified that the portable building is not going to be located over or 

within any existing or proposed easement areas. Buildings and other 
structures cannot be placed or constructed within easement areas. 
(DG&PWS Appendix B) 

 
 
 
 



General Surveying Requirements: 
 
10. Landscaping within easement areas shall be limited to shrubs and other low 

growing vegetation without major root systems. Trees are prohibited within 
easement areas.   

 
Other Requirements: 
 
11. All improvements shall satisfy City of Lacey Development Guideline 

Standards in place at the time complete application is obtained (Complete 
application is determined by the City of Lacey Community Development 
Department). 

  
12. If any part of these comments as established by existing plans, guidelines, 

codes and the like as established by ordinances shall be found invalid, all 
other parts shall remain in effect. (DG&PWS 3.035) 

 
 

 


